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1 INTRODUCTION AND PROJECT DESCRIPTION

1.1 Introduction

This report presents the results of our geotechnical investigations performed for the Collier Raw
Water Pump Station and Tunnel in Beaumont, Texas. Our scope was performed in general
accordance with TWE Proposal No. P21-015 (Revision 1) dated January 14, 2021 and authorized
by issuance of Freese and Nichols, Inc. Subconsultant Authorization dated January 20, 2021.

1.2 Project Description

The project includes various components associated with the City of Beaumont Flood
Improvement Project. We understand the components are associated with final design of the
proposed Collier Raw Water Pump Station (RWPS) and an influent tunnel connection to the
existing Lawson Pump Station facility. Redacted project information, as provided by the Client
(FNI) in a Preliminary Geotechnical Investigation Plan document, is presented in Appendix A of
this report.
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2 PURPOSE AND SCOPE OF SERVICES

The purposes of our factual geotechnical investigations were to investigate the subsurface soil and
groundwater conditions within the project alignment and to provide our Client factual geotechnical
information for use as the basis of their design and construction assessments. Our scope of services
included:

1. Conducting thirteen (13) test borings (TBs), installing three (3) temporary standpipe
piezometers (PZs) with associated slug testing and performing seven (7) electrical
resistivity surveys (ERSs) to evaluate subsurface stratigraphy, groundwater conditions
and apparent electrical resistivity within the project alignment;

2. Performing geotechnical laboratory tests on recovered soil samples from the test borings
to evaluate the physical and engineering properties of the strata encountered; and,

3. Providing gINT boring logs compiled from the field and laboratory data as well as
individual laboratory test reports.

Our scope of services did not include development of geotechnical design parameters, engineering
analyses or any environmental assessments for the presence or absence of wetlands or of hazardous
or toxic materials within or on the soil, air or water within the project alignment. Any statements
in this report or on the boring logs regarding odors, colors, unusual items and conditions are strictly
for the information of the Client. A geological fault study, geophysical explorations and
development of geotechnical design and construction recommendations were also beyond our
factual scope.
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3 FIELD PROGRAM

TWE conducted explorations of subsurface soil and groundwater conditions within the project
alignment from February 8, 2021 to March 11, 2021. The scope of the field program included
drilling, logging, sampling and backfilling thirteen (13) test borings (TBs), installing three (3)
temporary standpipe piezometers (PZs) with associated slug testing and performing seven (7)
electrical resistivity surveys (ERSs). Our geotechnical field program performed for the project is
outlined in Table 1 below and illustrated on TWE Drawing Nos. 21.23.014-1 through 21.23.014-
3 in Appendix B.

Table 3-1: Field Program Summary
Location Description TB Name T8 g;pth PZ Name Pz gte)pth ERS Name
1 Lawson PS Shaft TB-1 40 - - ERS-1
2 Lawson PS Site TB-2 40 Pz-2 40 -
3 Tunnel Sta. 5+00 TB-3 30 - - ERS-3
4 Tunnel Sta. 8+00 TB-4 30 - - -
5 Tunnel Sta. 11+00 TB-5 30 - - ERS-5
6 Tunnel TB-6 35 - - -
Intermediate Shaft
7 Sta. 13+76 TB-7 35 PZ-7 35 ERS-7
8 Tunnel Sta. 17+00 TB-8 30 - - ERS-8
9 Tunnel Sta. 20+00 TB-9 30 - - -
10 Tunnel Sta. 23+00 TB-10 30 - - ERS-10
11 C"lhse}rlal}zws TB-11 50 - - ERS-11
12 ) i TB-12 50 - - -
T Collier RWPS Site —T 0 T 50 -
Total TB Count 13
Total TB Footage (ft) 480
Total PZ Count 3
Total PZ Footage (ft) 125
Total ERS Count 7

On February 12, 2021, TWE performed boring TB-1 located within the Lawson Pump Station
facility. An unknown obstruction was encountered at 28-ft below grade and the boring was
terminated. We did not direct our Driller to attempt to advance the borehole since we were unsure
of what the obstruction entailed (active or abandoned pipeline or utility that wasn’t picked up on
the One Call, buried debris, tree stump, etc.). Mud rotary drilling techniques at that depth also
made it difficult to provide any context as to what the obstruction may have been.
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The Client was notified to provide further instructions for an offset location. On March 2, 2021,
TB-1 was offset approximately 10-ft south and 8-ft east from the original location. The boring was
shotholed to 28-ft and sampling reconvened from 28-ft below grade to the boring completion depth
of 40-ft below grade.

3.1 Test Borings

3.1.1 Drilling Methods

The test borings were performed in general accordance with the Standard Practice for Soil
Investigation and Sampling by Auger Borings (ASTM D1452). The test borings were performed
using conventional highland buggy-mounted drilling equipment and advanced using dry-auger
drilling methods until groundwater was encountered. At that point, the borings were completed
using wash-rotary drilling techniques. Samples were obtained continuously on 2-ft intervals to a
depth of 30-ft below existing grade and at 5-ft depth intervals thereafter to the boring completion
depths. Upon drilling and sampling completion the boring was backfilled with cement-bentonite
grout.

3.1.2 Soil Sampling

Fine-grained, cohesive soils and semi-cohesionless soils thought to be cohesive during drilling
were recovered from the test boring by hydraulically pushing a 3-in diameter, thin-walled tube a
distance of 24-in. The field sampling procedures were conducted in general accordance with the
Standard Practice for Thin-Walled Tube Sampling of Soils (ASTM D1587). Our Geotechnician
visually classified the recovered soils and obtained field strength measurements of the recovered
soils using a calibrated pocket penetrometer and/or hand torvane device. The tube samples were
extruded in the field, wrapped in foil, placed in moisture-sealed plastic bags and protected from
disturbance prior to transport to the laboratory. The recovered soil sample depths and field strength
measurements are shown on the project boring logs in Appendix C.

Cohesive soils thought to be coarse-grained during drilling, as well as cohesionless and
semi-cohesionless coarse-grained soils, were collected with the Standard Penetration Test (SPT)
sampler driven 18-in by blows from a 140-1b hammer falling 30-in in accordance with the Standard
Test Method for Standard Penetration Test (SPT) and Split-Barrel Sampling of Soils (ASTM
D1586). The number of blows required to advance the sampler three (3) consecutive 6-in depths
are recorded for each corresponding sample on the boring logs in Appendix C. The N-value, in
blows per foot, is obtained from SPTs by adding the last two (2) blow count numbers. The
consistency of cohesive soils and the relative density of cohesionless and semi-cohesionless soils
can be inferred from the N-value. The samples obtained from the split-barrel sampler were visually
classified, placed in moisture-sealed plastic bags and transported to our laboratory. SPT sampling
intervals and blow counts are presented on the project boring logs in Appendix C.

3.1.3 Boring Logs

Our interpretations of general subsurface soil and groundwater conditions at the boring locations
are included on the gINT project boring logs in Appendix C. The interpretations of the soil types
throughout the boring depths and the locations of strata changes were based on visual
classifications during field sampling and laboratory testing using the Standard Practice for
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Classification of Soils for Engineering Purposes (Unified Soil Classification System) [ASTM
D2487] and the Standard Practice for Description and Identification of Soils (Visual-Manual
Procedure) [ASTM D2488]. A key to the symbols and terms used on boring logs is also included
in Appendix C.

3.1.4 Groundwater Measurements

Groundwater level measurements were attempted in the open boreholes during dry-auger drilling.
Measurements were taken initially during dry-auger drilling when groundwater was first
encountered and at 5-min intervals thereafter over a 15-min time period. The groundwater
measurements observed within the soil borings are described in Section 5.2 of this report.

3.2 Standpipe Piezometers and Slug Testing

Three (3) temporary standpipe piezometers (PZs) were installed within dry-augered boreholes
adjacent to TB locations TB-2, TB-7 and TB-13 to depths of 40-ft, 35-ft and 50-ft below existing
grade, respectively. The PZS were installed per the instructions provided by FNI as presented in
Appendix D of this report.

The PZs included a 2-in diameter polyvinyl chloride (PVC) well screen section and riser casing.
The piezometers also included a bottom cap, an air-vented top plug cap, one (1) 10-ft long section
of screen pipe with 0.010-in slots and long sections of blank riser pipes at lengths specified by the
Client. A grout backfill and 20/40 sand filter media were also installed according to the PZ
specifications provided by the Client as shown in Appendix D of this report.

Water was bailed out of each PZ one (1) week after the piezometer installation with slug tests
performed one (1) week after bailing of water. The slug tests, which provide field data to estimate
the coefficient of hydraulic conductivity, K, were performed by rapidly displacing a “slug” while
measuring the water level changes with a submersible pressure transducer and recording water
levels with a data logger. Three (3) sets of falling (slug-in) and rising (slug-out) head tests were
performed at each PZ location. Slug test reports presenting temperature, water level depth and
pressure over time are provided in Appendix H. Raw slug testing data was also submitted to the
Client under separate cover.

Approximately two (2) weeks after slug testing, our Geotechnician recorded initial groundwater
readings of each PZ. We are also obtaining long-term readings on a monthly basis through June
2021 for a total of four (4) sets of PZ readings conducted for this scope of work. The PZs will be
left in place and will be plugged by Others at a later date. Groundwater readings observed within
the piezometers to-date are included in Section 5.2 of this report.

3.3 Field Electrical Resistivity Surveys

Resistivity soundings were performed at seven (7) locations as shown on the field program location
plans provided in Appendix B. The surveys were performed in general accordance with the
Standard Test Method for Field Measurement of Soil Resistivity using the Wenner Four-Electrode
Method (ASTM G57) using a Stinger Electrical Resistivity Meter, stainless steel probes and low-
impedance wire. The Wenner four-electrode method requires that four (4) metal electrodes be
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placed with equal separation in a straight line in the surface of the soil to a depth not exceeding
5% of the minimum separation of the electrodes.

The center point of the surveys was conducted for a set of perpendicular resistivity lines as shown
in the field program location plan provided in Appendix B. For each line, readings were taken
using specific “a” spacing increments of 2.5-ft, 5-ft, 10-ft, 20-ft, 30-ft and 50-ft (when feasible).

The Stinger Electrical Resistivity Meter is a digital-memory earth electrical resistivity meter which
measures self-potential differences of earth materials to controlled current flow by means of ionic
conductance. The testing procedure involves a current being introduced into the earth obtained
from Ohm’s Law by measuring the potential drop between two (2) electrodes that are positioned
within the field of the current electrodes. For a given current flow, the potential drop across the
surface will vary with and be proportional to the resistance of the material to current flow. The
reports of electrical resistivity data are presented in Appendix F and results are discussed in Section
5.3.
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4 LABORATORY SERVICES

4.1 General

Laboratory tests were assigned by FNI on selected soil samples to measure physical, engineering
and analytical properties of the soil samples recovered from the test borings. The types and brief
descriptions of the geotechnical and analytical laboratory tests performed are presented in Tables
4-1 and 4-2, respectively.

Table 4-1: Geotechnical Laboratory Testing Program
Test Description Test Method
Sieve Analysis with Hydrometer ASTM D422
Amount of Material in Soils Finer than No. 200 Sieve ASTM D1140
Water (Moisture) Content ASTM D2216
Unconsolidated-Undrained Triaxial Compression ASTM D2850
Liquid Limit, Plastic Limit and Plasticity Index ASTM D4318
Thermal Conductivity ASTM D5334
One-Dimensional Swell ASTM D4546
Density (Unit Weight) ASTM D7263
Soil Abrasivity Test --

Table 4-2: Analytical Laboratory Testing Program
Test Description Test Method
Water-Soluble Sulfates ASTM C1580
Water-Soluble Chlorides ASTM D512

pH of Soil ASTM G351

Standard geotechnical laboratory test results are presented on the test boring logs in Appendix C.
Analytical test results are presented in Appendix E. The results of thermal conductivity, one-
dimensional swell, sieve analyses and soil abrasivity are provided in the sections below and also
presented in Appendix E.

4.2 Analytical Test Results

Samples were selected by FNI to perform analytical testing that included pH, water-soluble
sulfates and water-soluble chlorides in soils per ASTM G51, ASTM C1580 and ASTM D512,
respectively. The results are summarized in Table 4-3 on the following page and provided in
Appendix E of the report.
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Table 4-3: Summary of Analytical Laboratory Test Results
Sulfate Chloride
Boring Depth (ft) Soil Type pH Content Content
(mg SO4/kg) (mg/kg)
TB-1 2.0-40 SC 8.34 500 120
TB-4 45-6.0 CH 6.16 500 90
TB-6 4.0-6.0 CH 9.75 900 240
TB-9 2.0-4.0 CH 4.42 600 270
TB-11 0.0-2.0 CH 7.16 3,300 150
2.0-4.0 CH 5.66 600 60
TB-12
4.0-6.0 SC 8.69 500 60

4.3 Thermal Conductivity

Samples were selected by FNI to perform thermal conductivity tests in accordance with ASTM
D5334. The results are summarized in Table 4-4 below with detailed reports provided in Appendix

E.
Table 4-4: Summary of Thermal Conductivity Test Results
. . Thermal Conductivity

Boring Depth (ft) Soil Type (WIm-K)

TB-1 6.0-8.0 SC 2.22

TB-5 4.0-6.0 CL 1.42

TB-8 2.0-4.0 CL 1.67

TB-13 4.0-6.0 CL 1.96

4.4 One-Dimensional Swell

Samples were selected by FNI to perform one-dimensional swell tests in accordance with ASTM
D4546 - Test Method B. This test method measures the magnitude of one-dimensional wetting-
induced swell or collapse deformation of intact soil specimens. The results are summarized in
Table 4-5 below with detailed reports provided in Appendix E.

Table 4-5: Summary of One-Dimensional Swell Test Results
Boring Depth (ft) Soil Type % Swell

TB-1 2.0-4.0 SC 0.1
TB-2 4.0-6.0 SC 0.1
TB-6 4.0-6.0 CH 0.0
TB-9 2.0-4.0 CH 0.5
TB-11 6.0 - 8.0 CL 1.2
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4.5 Sieve Analysis with Hydrometer

Samples were selected by FNI to perform sieve analysis with hydrometer tests in accordance with
ASTM D422. This test method determines the distribution of particle sizes in soils retained on the
No. 200 sieve. The results are summarized in Table 4-6 below with detailed test reports provided

in Appendix E.

Table 4-6: Summary of Sieve Analysis Test Results

. . % Gravel % Sand % Fines
Boring Depth Soil Type - - - -
Coarse | Fine | Coarse | Medium | Fine Silt Clay
TB-1 12.0 - 14.0 SC - -- 0.8 0.0 50.1 | 28.7 | 20.4
TB-3 6.0 - 8.0 CH -- -- 0.0 0.0 16.2 | 454 | 38.4
TB-6 8.0-10.0 SC - -- 0.0 0.0 55.8 | 264 | 17.8
TB-9 40-6.0 CH -- -- 0.0 0.3 18.9 | 355 | 453
TB-11 | 16.0-18.0 CH -- -- 0.0 0.0 3.2 66.4 | 304
TB-12 2.0-4.0 CH -- -- 0.0 0.0 6.2 445 | 493

4.6 Soil Abrasivity

Samples were selected by FNI to perform soil abrasion testing. Table 4-7 provides the soil
abrasivity test classification chart below. The results are summarized in Table 4-8 below with a
detailed tests report provided in Appendix E.

Table 4-7: Soil Abrasivity Test Value Reference Classification Chart

Category Soil Abrasivity Test value (mg)
Low <7.0

Medium 7.1-21.9
High >22.0

Table 4-8: Summary of Soil Abrasivity Test Results

. Test No.
Boring Depth p 5 Average
8.5-10 31.1 30.7 309
TB-5
10.5-12 43.1 42.1 42.6
TWE
Project No. 21.23.014
4-3 Report No. 120334




5 PROJECT SITE CONDITIONS

Our interpretations of soil and groundwater conditions within the project alignment are based on
information obtained at the location of the test borings performed for this project. This information
has been used as the basis for our conclusions presented in this report. Subsurface conditions could
vary at areas not explored by the project borings. Significant variations at areas within the project
alignments not explored by the soil borings could require reassessment of our conclusions or
supplemental investigations as deemed necessary by FNI.

5.1 Subsurface Soil Stratigraphy

The generalized subsurface profiles encountered within the project alignment were interpreted
from the soil borings presented in Appendix C and the cross-sections in Appendix F.

The generalized subsurface profile encountered within the Lawson Pump Station site (TB-1 and
TB-2) included 8-in of fill soils consisting of crushed aggregate underlain by loose sand (SC) to a
depth of 20-ft below existing ground surface. Medium dense to very dense sand (SP/SP-SM) was
encountered from 20-ft below existing ground surface to the boring completion depths of 40-ft.

The generalized subsurface profile encountered along the Tunnel Alignment (TB-3 to TB-10)
consisted of intermittent and alternating layers of very soft to hard clay soils (CH/CL) and very
loose to medium dense sand soils (SC/SP/SP-SM). A layer of organic clay soils (OH) was
encountered within TB-4 from 18-ft to 24-ft below existing ground surface.

The generalized subsurface profile encountered within the Collier Raw Water Pump Station site
(TB-11 to TB-13) consisted of stiff to hard clay soils (CH/CL) from existing grade to 8-ft underlain
by medium dense sand (SC) to a depth of 14-ft below existing grade. Stiff to hard clay soils
(CH/CL) were encountered from 14-ft to the boring completion depths of 50-ft.

Details of the soil conditions encountered in the test borings can be found on the corresponding
logs of borings presented in Appendix C. Subsurface cross-sectional profiles for the pump station
sites and tunnel alignment are provided in Appendix G of this report.

5.2 Groundwater Observations

Groundwater level measurements were attempted in the open boreholes when groundwater was
first encountered during dry-auger drilling and at 5-min intervals over a 15-min time period.
Groundwater measurements obtained from the test borings are summarized in Table 5-1 on the
following page. Our PZ groundwater level readings to date are also summarized in Table 5-2 on
the following page.
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Table 5-1: Groundwater Level Measurements
Test Free Water Depth During 15-min Static Water 15-min Total
Boring Dry-Auger Drilling (ft) Depth (ft) Borehole Depth (ft)
TB-1 20.0 13.5 --
TB-2 20.0 13.7 16.4
TB-3 4.0 0.67 2.5
TB-4 6.0 2.7 5.0
TB-5 10.0 3.2 6.0
TB-6 12.0 6.0 8.5
TB-7 10.0 4.6 6.8
TB-8 10.0 4.2 5.2
TB-9 NA®
TB-10 10.0 5.0 6.0
TB-11 12.0 10.8 12.0
TB-12 12.0 10.0 11.5
TB-13 12.0 10.4 11.3

Notes: (1) Perched water at 2-ft below grade precluded free and static water level readings.

Table 5-2: Standpipe Piezometer Readings

] ] ] Groundwater Depth below Existing Grade
Plez;l)::eter Irlgset::I:t(lf?)n Insglalltlon 2021 Reading Dates
3/15 3124 4/26 6/8 6/30 7121
PZ-2 40 02/12/2021 | 11.3-ft -- 11.2-ft | 9.1-ft | 10.5-ft 10.8
PZ-7 35 02/24/2021 -- 2.8-ft | 2.8-ft | 0.7-ft 1.9-ft 5.0
PZ-13 50 02/23/2021 -- 10.8-ft | 11.2-ft | 10.3-ft | 10.8-ft 10.7

Groundwater levels at the project site could fluctuate with climatic and seasonal variations and should
be verified before construction.

5.3 Apparent Soil Resistivity

The conversion of resistance, R, (ohms) to apparent resistivity is dependent upon the position and
spacing of the potential electrodes (P1 and P2) relative to the current electrodes (Ci1 and C>).
Apparent resistivity (p) is generally defined as p = V (voltage) / I (current). The Wenner four-
electrode method resistivity calculation uses the equation p = 2maR where ““a” represents the equal
electrode spacing essential to the Wenner array. Ci to P1 is equal to P2 to P2 which is equal to P2
to C2 for each spread. The “a” spacing can be measured in English units with the resulting
resistivities expressed as ohm-ft or ohm-m. The “a” spacing determines the depths of
investigation. Locations of ERSs are shown on the drawings included in Appendix B. The
processed resistivity data from the ERSs are presented in Appendix F.
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6 LIMITATIONS

6.1 Limitations

This final factual report has been prepared for the exclusive use of Freese and Nichols, Inc. and
their project team for specific application to Collier Raw Water Pump Station and Tunnel in
Beaumont, Texas. This report has been prepared in accordance with generally accepted
geotechnical engineering practices common to the local area. No other warranty, expressed or
implied, is made.

The information contained in this final geotechnical data report is based on data obtained from the
subsurface explorations performed by TWE within the project alignment. TWE is not responsible
for any claims, damages or liability associated with interpretation or reuse of the information
contained in this factual report without expressed written authorization.
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APPENDIX A

FNI REDACTED PROJECT EXHIBITS
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LOG OF BORING TB-1
PROJECT: Collier Raw Water Pump Station and Tunnel ~ CLIENT: Freese and Nichols, Inc.

LOG OF BORING 21.23.014.GPJ TWEI HOUSTON.GDT 5/4/21

Beaumont, Texas Pearland, Texas
= o E __ | GPS COORDINATE: 30.129417 deg ge % = [ TS To
T | o |-|>J ES 94.088722 deg Z2 |ES Q 5 . |8 Q 6 < 6 £ 20
S | E |¥|=| = | @2 | STATE PLANE COORD: N - bw |28 |ES|w SFIER|ISE|CE 83 | G2 |nY
z LI~ 5|05 oz Q5 o (g FS Iz WP | We WS
S |z |ugl2|8s £ 52 |BE EEEE|ae [Bx|Qu (38| En | Ex |BE
Lol E |Z2|2]| W | £5 | SURFACE ELEVATION:  +13 ft Yz |22 (2E152| 25 28|50 |85 2@ | 2y |E2
T | 4 |2/°|Z | 22 | DRILLING METHOD: 82 (a2(832 |"5|3Z|20 (08| %5 | %= |EE
4 0 |s = | Lu : e e e P> S ol W8 | 4o |ba
m « S | 2L | DryAug: 0' to 20' Wash Bored: 20" to 402 EL'._J & Im | I3
® MATERIAL DESCRIPTION < @ -
T0 S Fill. CRUSHED AGGREGATE (8") 16
T / Gray and tan CLAYEY SAND (SC)
T vz (P)1.75 18 AN,
T A (P)2.00 18 | 115| 34 | 17 | 38
. 5 4
1 / -gray and brown from 6' to 12' (P)1.50 18 | 112 (C)112 ] TC
L %
5 ’ (P)1.25 21
1 Z
T 10 / (T)0.55 20 | 110| 36 | 23 | 48 (U)1.51
L %
1 i -gray with organics from 12' to 18' (T)0.45 20 49 SA
0— v
T L (P)1.50 18
15
T / (P)1.50 18 [109| 29 | 16 | 40 (U)1.33
- K
/. -becomes gray and brown at 18' (T)0.40 21
1 %
——20 (2]
4 lI{ Medium dense, gray and brown POORLY :jg: 27 6
| I GRADED SAND with SILT (SP-SM) 8/6"
10— Hf -becomes gray with organics at 22.5' ng: 23
N I :{ 15/6"
2 8/6"
T2 11 11/6" 3
N o 15/6"
L
B Medium dense gray POORLY GRADED ];jgj: 26 3
SAND (SP) 130
a6 | 21
11/6"
13/6"
76" | 21
10/6"
12/6"
4 ” Medium dense gray POORLY GRADED ?fg: 19 6
14 I SAND with SILT (SP-SM) 916"
Bottom @ 40 ft.
COMPLETION DEPTH: 40 ft NOTES: Free water = 20-ft. 15-min Static Water Depth = 13.5-ft. Total Hole Depth = N/A. Borehole
DATE BORING STARTED: 2-12-21 backfilled with cement—_bentonite grout. TC: Thern_]al Conductiv_ity. AN: Analytical Testing.
DATE BORING COMPLETED: 3-2-21 SW: Swell Test. SA: Sieve Analysis. U: Unconsolidated-Undrained. WOH:
LOGGER: C. Watts Weight of Hammer. C: Unconfined Compression. An unknown obstruction was
PRO JECT. NO.: 21’ 23 014 encountered at 28-ft. TB-1 was offset, shotholed to 28-ft and completed. See report.
Page 1 of 1
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LOG OF BORING TB-2
PROJECT: Collier Raw Water Pump Station and Tunnel ~ CLIENT: Freese and Nichols, Inc.

LOG OF BORING 21.23.014.GPJ TWEI HOUSTON.GDT 4/7/21

Beaumont, Texas Pearland, Texas
= o E __ | GPS COORDINATE: 30.129500 deg ge % = [ z < e
£l - |w] |y |y 94088694 deg | 2 |23 L5lE . ls | 5 &B2| &E |eo
> | E |¥|2| = | ©2 | STATE PLANE COORD: N -- w |28 |ES|w SIERISFICE| Ea | B2 |oY
A ACEREE : 22 1E9 |81 o8| 52|20 B2 | B4 |82
| E (428 | e s LS |23 |GE|EE| 3L KX 2L (38| B2 | by |xO
< o |a|s| Y o | SURFACE ELEVATION:  +13ft Y |22 |2E|2S|C85 |28 |Ga |$E| Qu o By
> b [S|o|l x| 4Wa 0o |Em|ez|5 IS5 |3z |05 |6Z| gF | xE | I
i o |z s | @@ | DRILLING METHOD: OF | & §8>_ 72|20 08 59 ﬁm =
o 2 S | 2L | DryAug: 0'to 20" Wash Bored: 20" to 40%E E@ x o IO | T3 o
® MATERIAL DESCRIPTION < @ -
T0 S Fill. CRUSHED AGGREGATE (8") 16
1 / Gray and brown CLAYEY SAND (SC)
I v/ (P)1.50 19
10— o
T A (P75 17 31 | 15| 38 SwW
. 5 4
T / -with organics from 6' to 8' (P)1.50 19 (107
— W
7 (P)1.50 19 26 | 9| 34
1 Z
T 10 / (P)1.50 22
1 %
T s T)0.45 20
o— 1 (T)
) AV
1 L (P)1.50 22 [107| 31 | 13| 46 (U)0.82
—-—15 /
T 0
€ / -no recovery from 16.5' to 18' g;g:
/; -loose from 16.5' to 20 /6"
. 2 | @
o 3/6"
) (T)0.40 25 | 101
g%
10— ” Medium dense gray POORLY GRADED |2
| I SAND with SILT (SP-SM) 96"
1 95 r]t -dense from 24.5' to 26.5' 1267 | 20 9
— | :{ 26/6"
4 ﬂ} -becomes very dense at 26.5' égﬁgjﬁ 26
15— g 27/3"
1 XH 1216" | 22
| 32/6'
1 30 [Ii 24/6
T |
20— 3[11{
XX Very dense gray POORLY GRADED SAND égﬁgjﬁ 18 4.5
(SP) "
-becomes dense at 38.5' fgﬁgjﬁ 19
19/6"
Bottom @ 40 ft.
COMPLETION DEPTH: 40 ft NOTES: Free Water Depth = 20.0-ft. 15-min Static Water Depth = 13.7-ft. 15-min Total Hole Depth
DATE BORING STARTED: 2-8-21 = 16.4-ft. Borehole was backfilled with cement-bentonite grout. SW: Swell Test. U:
DATE BORING COMPLETED: 2-8-21 Unconsolidated-Undrained.
LOGGER: C. Watts
PROJECT NO.: 21.23.014 b 1o 1
age 10

Tolunay-Wong Engineers, Inc.




LOG OF BORING 21.23.014.GPJ TWEI HOUSTON.GDT 4/7/21

PROJECT: Collier Raw Water Pump Station and Tunnel

LOG OF BORING TB-3

Beaumont, Texas

Pearland, Texas

CLIENT: Freese and Nichols, Inc.

v | & | GPS COORDINATE: 30.129500 deg %= = = z < e
—~ S =% | Q —_ —~ = 2
Sl 8L |82 | stareranecoorn: No R ES =3 Wl | _|xsl8sl08 25| 85 28
z L |Fo|5 |05 : - 4 Q|5 ﬁ,\ o (g F*S (S g”’_ Wa |w=
2| E |ulg| Z|ER oy 53 |25 |5E|CE 3 |E5| 29 58| R | b5 |xo
|5 22w ° | SURFACE ELEVATION: +5ft We |29 |2 Ee|os |nU| 2> |0l ol | on (£2
> W (S5 Z | 4S8 S0 |Wm|0z|5 |IS |8 | QY |EZ| - | W Yz
u a | s | 2@ | DRILLING METHOD: or | & =3[ S|3Z|12%20 08 g EE i
m ? | S |2 | DryAug.: 0'to 6' WashBored: 6' to 30" =E E@ x e o | 5 |©
* MATERIAL DESCRIPTION < @ -
S0 v Tan and gray CLAYEY SAND (SC) (T)0.30 20
+ M
€ 7, -becomes very loose at 2.5' yg: 28 47
- 1/6"
0—5 E/gﬁy) soft, gray, tan FAT CLAY with SAND WOH | 38
T -becomes firm and gray with organics from 6' |(T)0.25 51176 | 71 | 43| 84 SA
- to 10"
1 -soft from 8' to 10' (T)0.20 37 | 87 (C)0.24
-5——10
—+ Very loose gray CLAYEY SAND (SC) WOH | 35 31
4 WOH | 38
-10——15 Very loose gray POORLY GRADED SAND %jg: 27
| with SILT (SP-SM) 206"
4 16" | 30 8
2/6"
1 1/6"
—+ -becomes loose at 18.5' g;g:
-15——20 e
4 36" | 24
3/6"
- 2/6"
— Medium dense gray POORLY GRADED ?fg: 24 3
N SAND (SP) Ser
-20——25 o,
- 8/6"
4 6/6" | 23
8/6"
1 11/6"
4 76" | 20 3
e
25730 Bottom @ 30 .
-30——35
-35——40
COMPLETION DEPTH: 30 ft NOTES: Free Water Depth = 4.0-ft. 15-min Static Water Depth = 0.67-ft. 15-min Total Hole Depth =
DATE BORING STARTED: 2-25-21 2.5-ft. Borehole was backfilled with cement-bentonite grout. SA: Sieve Analysis. C:
DATE BORING COMPLETED: 2-25-21 Unconfined Compression. WOH: Weight of Hammer.
LOGGER: C. Watts
PROJECT NO.: 21.23.014
Page 1 of 1

Tolunay-Wong

Engineers, Inc.




LOG OF BORING TB-4
PROJECT: Collier Raw Water Pump Station and Tunnel ~ CLIENT: Freese and Nichols, Inc.

LOG OF BORING 21.23.014.GPJ TWEI HOUSTON.GDT 4/7/21

Beaumont, Texas Pearland, Texas
o E __ | GPS COORDINATE: 30.129500 deg B~ % = = z < Ie
— S =% | Q —_ — 53 2
g g, 2 |25 STATE PLANE COORD: 34-'-090778(169 e 58 w8 | _ro8s(0f 85| 2 |28
z | L |rla|3]|3% e oz |EQ|Be|so|o8 (o5 |2E| B | B2 B2
) alz |03 - = SI3C |Ex < -
= | 5 [2|2] 4 | 22 | surFAcE ELEVATION:  +71t Uz |29 |2E|c8|c5 (RU(Z2E S| 68 | bh (=9
o |48 |3/ & |Zd | DRILLING METHOD: SO |&R 23|15 |75 (22|20 (08| X5 | %E |LE
o ®| | % |Z% | DryAug: 0" to 10" WashBored: 10" to 05E £ | % > | °lzz | £% |°°
* MATERIAL DESCRIPTION e |@ -
T 0 ll{ Medium dense tan POORLY GRADED 56
+ it SAND with SILT (SP-SM) g | 1
51 H 6/6"
4 - ¥ -becomes loose at 2.5' e 15 12
i i
- :l 5
15 Soft, tan and gray FAT CLAY with SAND 6" | 28 AN
i (CH) T
-becomes stiff at 6' (P)1.75] 28 | 98 | 59 | 43 | 78 (C)1.59
0 —_
1 Tan and gray CLAYEY SAND (SC)
10 /4
4 X %, -becomes very loose, gray and brown at 10.5' WOH | 29 39 | 20
%
5—— 5%
—+ lI{ Medium dense gray POORLY GRADED . 47
iR l SAND with SILT (SP-SM) 6/6"
—+—15 Hf -becomes very loose at 14.5' |2 8
| i) 26"
10— ﬂ} e | 43
116"
5 Firm gray ORGANIC CLAY (OH) (T)0.25 11| 44 (U)0.54
T 1 -with shell fragments from 18' to 22"
T 2° S (T)0.25 109| 44 | 152 108 92
15— 3 (T)0.25 104
T s
4 o5 H Medium dense gray POORLY GRADED el 23
1 i SAND with SILT (SP-SM) 116"
H /6"
20— X gz o | 2 o
| 11 10/6"
—+ ﬂ} -becomes loose at 28.5' w18
i ) 3/6"
30 Bottorn @ 30 Tt.
25—
T35
30—
——40
COMPLETION DEPTH: 30 ft NOTES: Free Water Depth = 6.0-ft. 15-min Static Water Depth = 2.7-ft. 15-min Total Hole Depth =
DATE BORING STARTED: 2-25-21 5.0-ft. Borehole was ba_ckﬁlled with cement-bentonite grout. AN: Analytical Testing. U:
DATE BORING COMPLETED: 2-25-21 Unconsolidated-Undrained. C: Unconfined Compression. WOH: Weight of Hammer.
LOGGER: C. Watts
PROJECT NO.: 21.23.014
Page 1 of 1
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LOG OF BORING TB-5
PROJECT: Collier Raw Water Pump Station and Tunnel ~ CLIENT: Freese and Nichols, Inc.

LOG OF BORING 21.23.014.GPJ TWEI HOUSTON.GDT 4/7/21

Beaumont, Texas Pearland, Texas
o E __ | GPS COORDINATE: 30.129528 deg B~ % = = z < Ie
~ S ESA 7]
E | - [w] |g|g= 94091722deg | > 2 | 25| oIF . |8 | 5 &s| B |eo
> | £ |Z|g| = | 82 | STATEPLANE COORD: N-- Ww |28 |E-s |os|ER|Sg|es|8a | 583 |92
S | £ |ulg|z |23 E - =X B P28 50 [2x|u (22| By | B |EE
F | |2|2| w | 5 | SURFACE ELEVATION:  +5ft Yr (7225|2885 28|5a (28| 28 | 29 i
T | 8 |2|®| % |Zd | DRILLING METHOD: 8¢ a7 |28|> 532|285 (08| 55 | £F [iF
o 2 S | 2T | DryAug: 0'to 10’ Wash Bored: 10" to 3052 EL'._J x o IO | T3 o
® MATERIAL DESCRIPTION < @ -
5770 Stiff, gray and tan SANDY LEAN CLAY (CL) |(P)1.50 21
T (P75 28 40 | 21| 64
—+ v
T (P)1.75 22 | 101 (C)0.90 | TC
0—5 /
4 7%
Tan and gray CLAYEY SAND (SC) (P)1.50 23 |103| 32 | 13| 40 (U)0.72
Loose, gray and tan POORLY GRADED g;g: 24
SAND (SP) 5/6"
-becomes gray at 10.5' }jg: 23
-very loose from 10.5' to 12 2/6"
26" | 23
3/6"
206"
-medium dense from 14.5' to 20" g;g: 24 3
716"
26" | 24
4/6"
8/6"
416" | 23
6/6"
8/6"
3/6" | 25 2
4/6"
4/6"
416" | 25
3/6"
206"
Very loose gray SILTY SAND (SM) %fg: 57
-with clay seams from 24.5' to 26' 206"
-medium dense from 26.5' to 28' g;g: 24 13
96"
€ .:.': -becomes loose at 28.5' s | 22
4/6"
25730 Bottorn @ 30 Tt.
-30——35
-35—T—40
COMPLETION DEPTH: 30 ft NOTES: Free Water Depth = 10.0-ft. 15-min Static Water Depth = 3.2-ft. 15-min Total Hole Depth =
DATE BORING STARTED: 2-10-21 6.0-ft. Borehole was backfilled with cement-bentonite grout. TC: Thermal Conductivity. U:
DATE BORING COMPLETED: 2-10-21 Unconsolidated-Undrained. C: Unconfined Compression.
LOGGER: C. Watts
PROJECT NO.: 21.23.014
Page 1 of 1
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LOG OF BORING 21.23.014.GPJ TWEI HOUSTON.GDT 4/7/21

PROJECT: Collier Raw Water Pump Station and Tunnel

LOG OF BORING TB-6

Beaumont, Texas

CLIENT: Freese and Nichols, Inc.

Pearland, Texas

_ v | %_ | GPSCOORDINATE: 30.129528deg | G~ | BL = e | T
£ - |w W W 94.002611deg | 2 |5 m:\;é EERS 555 5E |og
= | £ [Z|2| 2 | 82 | STATEPLANE COORD: N-- BY (20 (2C|E_|oR(GEIRE(2C| 2 | 3 |2=
o T |wlelz|os E-- FZ (B2 RZIEgI50 2% 9w 22| B | B |EX
5 | E |2|2| 4 | 52 | SURFACEELEVATION: +5ft Uz (2928|5825 28|55 (08| o8 | oo %2
o | 4 [2/°| 2| 2 | DRILLING METHOD: 8o |a2123|> |73|3z|25 (08| 5 | $F [EE
515 13" = | &L - o5 1551282 | T|2%|2”|°8| 83 | = |BH
m| o S | 2L | DryAug: 0' to 12' Wash Bored: 12' to 355 € EL'._J & IO | T3
® MATERIAL DESCRIPTION < @ -
ST°0 Firm, gray and tan FAT CLAY (CH) (T)0.30 27
T -becomes stiff at 2' (P)1.50 30 57 | 35| 88
T (P)1.50 32 AN,
0—5 sw
—+ AV
Gray CLAYEY SAND (SC) (T)0.35 35
T (T)0.15 44 | 84| 68 | 45| 44 SA
ST 10 (T)0.10 38 | 76 (U)0.22
—+ -becomes loose at 12.5' yg: 45 24
T 4/6"
-10——15 -becomes medium dense at 14.5' g;g: 25
T 8/6"
1 36" | 25
5/6"
T 6/6"
—+ Firm gray SANDY FAT CLAY (CH) Ve | 54 57
-15——20 ad
—+ Medium dense gray POORLY GRADED g;g: 23
N SAND (SP) o
1 566" | 24
718"
T 9/6"
-20——25 gﬁg 24 4
T 9/6"
1 76" | 24
9/6"
1 11/6"
1 5/6" 25
9/6""
25——130 11/6
— Medium dense gray POORLY GRADED Zg: 21 7
30— 35 SAND with SILT (SP-SM) )
) Bottom @ 35 ft.
-35——40

COMPLETION DEPTH:

DATE BORING STARTED:
DATE BORING COMPLETED:
LOGGER:

PROJECT NO.:

35 ft
2-9-21
2-9-21

C. Watts
21.23.014

Tolunay-Wong

NOTES: Free Water Depth = 12.0-ft. 15-min Static Water Depth = 6.0-ft. 15-min Total Hole Depth =
8.5-ft. Borehole was backfilled with cement-bentonite grout. AN: Analytical Testing. SW:
Swell Test. SA: Sieve Analysis. U: Unconsolidated-Undrained.
TC: Thermal Conductivity.

Page 1 of 1

Engineers, Inc.




LOG OF BORING TB-7
PROJECT: Collier Raw Water Pump Station and Tunnel ~ CLIENT: Freese and Nichols, Inc.

LOG OF BORING 21.23.014.GPJ TWEI HOUSTON.GDT 4/7/21

Beaumont, Texas Pearland, Texas
v | Z__ | GPSCOORDINATE: 30.129583deg | B~ | B = 5 | o
[ o =% X 7}
E | - |2 [B]Ls 94092611deg | >2 | 25| oIF . |2 | 56| & |eq
= | £ |F|g| = | 32 | STATE PLANE COORD: N-- bu |38 |25l | oS |ER|SRICE 88 | 83 |oY
2| E || 2|8z oy 52 |L8 |62 I2E e |nn| 2u (38| By | B |RB
2 B~ e S | SURFACE ELEVATION:  +4 ft Uz |z9|eg|Ee|lgs [od|2> GE| ol | oo (£
> W (S5 Z | 4S8 S0 |Wm|0z|5 |IS |8 | QY |EZ| - | W Yz
i o |< s | 2@ | DRILLING METHOD: 32 | 53513 3122|125 08 29 EE i
o @ S | 2T | DryAug: 0'to 10’ Wash Bored: 10" to 3552 E@ x & IO | I3 o
@ MATERIAL DESCRIPTION < @ -
T0 Stiff, gray and tan SANDY LEAN CLAY (CL) |(P)1.50 27 45 | 25| 67
T (P)1.75 30
0~ AVA -becomes firm at 4' (T)0.30 22 | 107 (C)0.92
. 5 A,
1 7%
Gray CLAYEY SAND (SC) (T)0.25 25 | 104 | 29 7 27
+ M
5—— 7 -becomes very loose at 8.5' WOH | 42
+10
T 7% 16" | 31
i 20
-+ / Firm gray SANDY FAT CLAY (CH) e |51 62
10— 4 36"
115 N Loose gray POORLY GRADED SAND (SP) 25123
e s 5/6"
— X ] 26" | 23
3/6"
N - 6/6"
15— X -medium dense from 18.5' to 20' g;g:
DS 2 8/6"
1 X 36" | 25 4
: 3/6"
—_ o 3/6"
1 X: 266" | 20
5 46"
20— : 6/6
o5 i -becomes medium dense at 24.5' 16(;%',,
e : 12/6"
1 X: : 6/6" | 32
/6"
- o 14/6"
25— T Medium dense gray POORLY GRADED ng: 23 5
4 3 SAND with SILT (SP-SM) 15/6"
30— -becomes loose at 33.5' ijg: 22
46"
35 Bottom @ 35 1t.
35—
140
COMPLETION DEPTH: 35 ft NOTES: Free Water Depth = 10.0-ft. 15-min Static Water Depth = 4.6-ft. 15-min Total Hole Depth =
DATE BORING STARTED: 2-9-21 6.8-ft. Borghole was backfilled with cement-bentonite grout. C: Unconfined Compression.
DATE BORING COMPLETED: 2-9-21 WOH: Weight of Hammer.
LOGGER: C. Watts
PROJECT NO.: 21.23.014
Page 1 of 1

Tolunay-Wong Engineers, Inc.




LOG OF BORING 21.23.014.GPJ TWEI HOUSTON.GDT 4/7/21

PROJECT: Collier Raw Water Pump Station and Tunnel

Beaumont, Texas

LOG OF BORING TB-8

Pearland, Texas

CLIENT: Freese and Nichols, Inc.

. v | & | GPS COORDINATE: 30.129944 deg ﬁe ZE = I¢ | T
c | W e= 94.093500 deg ) E3 m;\gé . 18 | & 5:‘; He @ a
z | © |[Z|3| = | 82 | STATE PLANE COORD: N -- W |20 lz-|ld oS |ES|SR |12 82 | 83 |as
] T |wlal =z | os E-- < |G Rz So 5= f:’; Oy |2z| B | B |FX
£ | E |&]|2| w | ©2 | SURFACE ELEVATION:  +6 ft Wz 129 |25e|05 pd| 2> |G| o) | oo (E2
<>( & %5 T LIJ9 (%O Wwm OZ% = - g %E XZ| yr W LIIJK
it o |z S | 2@ | DRILLING METHOD: 8e CL_S 2512 S5|3z|25 08 o 55 |EE
m « S | 2T | DryAug: 0'to 10’ Wash Bored: 10" to 3052 EL'._J & o ID | I3 o
® MATERIAL DESCRIPTION < @ -
T0 Tan and brown POORLY GRADED SAND 21
5—— (SP), with roots and organics
T Stiff, tan and gray SANDY LEAN CLAY (CL) |(P)1.75 16 | 109 (€45 TC
T ¥ -becomes firm at 4' (T)0.30 26| 99| 39 | 20 | 53 (U)0.61
-+5
0 Firm, gray and tan FAT CLAY (CH) (T)0-40 38
- -with organics from 6' to 8'
T (T)0.35 55
—-—10 /
5—— / -becomes very soft and gray with sand WOH | 68 87 | 57 | 88
| / pockets at 10.5'
1 X? WOH | 72
1 7
——15 ” Loose gray POORLY GRADED SAND with g;g 22 10
10— l SILT (SP-SM) e
€ {h e | 22
gz 4/6"
€ 14 66"
OhArl
— . Medium dense gray POORLY GRADED :jg: 24 0
SAND (SP) 716"
—-T—20 :
o 96"
15— X o | 2
— - 10/6"
1 X . 566" | 22 2
. 6/6"
1 2] 716"
8/6"
T25 X3 96" 2
20— ; 10/6
1 X: 36" | 24
L 7/6"
-+ 10/6"
1 ; 716" | 24 3
T30 Bottorn @ 30 Tt.
25—
T35
-30——
—T—40
COMPLETION DEPTH: 30 ft NOTES: Free Water Depth = 10.0-ft. 15-min Static Water Depth = 4.2-ft. 15-min Total Hole Depth =
DATE BORING STARTED: 2-10-21 5.2-ft. Borehole was backfilled with cement-bentonite grout. TC: Thermal Conductivity. U:
DATE BORING COMPLETED: 2-10-21 Unconsolidated-Undrained. C: Unconfined Compression. WOH: Weight of Hammer.
LOGGER: C. Watts
PROJECT NO.: 21.23.014

Tolunay-Wong

Engineers, Inc.
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LOG OF BORING TB-9

PROJECT: Collier Raw Water Pump Station and Tunnel
Beaumont, Texas

Pearland, Texas

CLIENT: Freese and Nichols, Inc.

LOG OF BORING 21.23.014.GPJ TWEI HOUSTON.GDT 4/7/21

v | & | GPS COORDINATE: 30.130333 deg %= g = T = e
— S =% | Q —_ — 53 2
o lglle)ds L pronsdes | 22 B2 IWEI0 | _xol8slof 25| 25 |28
= L |78 2 8< STATE PLANE COORD: N g =3 m'_g as 5"\ SR |25 @@ a3 |9=
g — =) —~| B ~ S -
e E 42| Ex E - 52 |33 PEIEE 50 Bx| Qu |38| By | Ex |EE
< b z|s| W o | SURFACE ELEVATION:  +5ft Y |Z3 (2|28 295 (e8| 5a $E| @Quw no | B
> b |S|a|z | 49 O0 |H@m|Qz|5 |95 |3Z| vy 52| - | i |
w o |z s | 2@ | DRILLING METHOD: o | =33 FZ| %0 8l g9 <t | Fu
m i S | 2T | DryAug: 0'to 12' Wash Bored: 12" to 302 EL'._J & e Io | =3 o
® MATERIAL DESCRIPTION < @ -
S0 Firm, gray and tan SANDY LEAN CLAY (CL) |[(T)0.35 24 39 | 23| 50
—+ AV
Stiff, gray and tan FAT CLAY with SAND (P)2.00 25 SW,
T (P)2.00 26| 98 | 59 | 40 | 80 SA
0—5
1 (P)2.25 26
1 (P)1.50 29
5——10 [
/ Stiff, gray and brown SANDY FAT CLAY (P)2.00 26 | 96 | 53 | 37 | 63
- (CH)
1 (P)2.00 29
1 (P)1.50 31
-10——15 /
4 ll{ Loose gray POORLY GRADED SAND with ‘a‘jg: 25 8
1 M SILT (SP-SM) /6"
-+ f]f -becomes medium dense at 18.5' 5/6" | 22
1L
Medium dense gray POORLY GRADED ng: 21
SAND (SP) e
5/6" | 21 4
7/6"
9/
5/6" | 21
8/6"
10/6"
Medium dense gray POORLY GRADED ‘a‘jg: 27
SAND with SILT (SP-SM) /6"
116" | 18 5
11/6"
12/6'
Bottom @ 30 ft.
-30——35
-35——40
COMPLETION DEPTH: 30 ft NOTES: Perched water at 2-ft below grade precluded free and state water level readings. Borehole
DATE BORING STARTED: 2-25-21 was backﬁllec_i with cement-bentonite grout. AN: Analytical Testing. SW: Swell Test. SA:
DATE BORING COMPLETED: 2-25-21 Sieve Analysis.
LOGGER: C. Watts
PROJECT NO.: 21.23.014
Page 1 of 1

Tolunay-Wong

Engineers, Inc.




LOG OF BORING TB-10
PROJECT: Collier Raw Water Pump Station and Tunnel ~ CLIENT: Freese and Nichols, Inc.

LOG OF BORING 21.23.014.GPJ TWEI HOUSTON.GDT 4/7/21

Beaumont, Texas Pearland, Texas
= o E __ | GPS COORDINATE: 30.130722 deg ge % = [ TS I
£l - |w w | U 94.095167deg | S 2 |25 | 2|5 R sl 6= | @€ |20
> | £ |¥|2| = | @2 | STATE PLANE COORD: N - Hw | S8 B SIERIFEICT| Ea | G2 |ny
g | & |58]283 E T2 B2 [R2/55l8E ok on|2E| Br | B2 |ER
1) z 3 - I = < -
= | 5 [2|2] 4 | 22 | surFACE ELEVATION:  +6 Uz |25 |28 |E8oE |pL| 23 |3E| b8 | bk (%o
o |48 |3/ & |Zd | DRILLING METHOD: SO |&R 23|15 |75 (22|20 (08| X5 | %E |LE
o ® | S| 3% | DryAug: 0’ to 10' WashBored: 10" to 30XE (£ Cle o e %@ %% ot
® MATERIAL DESCRIPTION < @ -
10 FILL: CRUSHED AGGREGATE (24") 12
5__
— / Soft, gray and tan SANDY FAT CLAY (CH) %jg: 19
206"
v -becomes stiff at 4' (P)1.50 25| 94 | 54 | 34 | 69
—5 4 AV4
R 7
Tan CLAYEY SAND (SC) (T)0.20 23
1 %
€ lI{ Loose gray POORLY GRADED SAND with o 24 11
P M SILT (SP-SM) 3/6"
5—— f]f -medium dense from 10.5' to 14’ 76 | 25
e I :I 8/6"
1 £ 46" | 24
1] 5/6"
N &k 6/6"
T}l e |2 7
10— H 5/6
€ flf -becomes medium dense at 16.5' o6 | 25
| ] 10/6"
. X[ I 8/6" | 25
1 12/6"
4 2 il..:} 12/6
15— . Medium dense gray POORLY GRADED gjg: 23 3
1 SAND (SP) e,
—_ X ] 716"
10/6"
e - 15/6"
-1 25 ; -with organics from 24.5' to 28' g;g: 24
20— 25 5/6"
4 -with gravel from 26.5' to 28' ijg: 31
e 5/6"
Hard, gray and tan LEAN CLAY with SAND  |(P)4.50 19 46 | 32| M
T % (CL)
T30 Bottorn @ 30 Tt.
25—
—T—35
30—
——40
COMPLETION DEPTH: 30 ft NOTES: Free Water Depth = 10.0-ft. 15-min Static Water Depth = 5.0-ft. 15-min Total Hole Depth =
DATE BORING STARTED: 2-26-21 6.0-ft. Borehole was backfilled with cement-bentonite grout.
DATE BORING COMPLETED: 2-26-21
LOGGER: C. Watts
PROJECT NO.: 21.23.014
Page 1 of 1

Tolunay-Wong Engineers, Inc.




LOG OF BORING 21.23.014.GPJ TWEI HOUSTON.GDT 4/7/21

PROJECT: Collier Raw Water Pump Station and Tunnel

LOG OF BORING TB-11

Beaumont, Texas

Pearland, Texas

CLIENT: Freese and Nichols, Inc.

. v | & | GPS COORDINATE: 30.131139 deg ﬁe ZE = I¢ | T
i | W e= 94.09625 deg ) E3 w;\gé . 18 | & 555 He @ a
> T gl 2 8% STATE PLANE COORD: N -- g =3 rolu |4R|EE NI ox Za EU:) mg
(] T |wlelz|os E-- =< E% EE E% SCRx Qu <Z’:E B & |FE
B | E |2|2| @ | L | SURFACE ELEVATION:  +20 ft Ur |29 |2E(EL|C5 |2k 2 Q8| 2k | 29 |HE
> W S| & | 22 | PRILLING METHOD: QO |g g(Z)D “312Z|25 (08| %5 | ZF |EE
o a | S | oW : 8 L5128l A=< 8l 59 Mo |5&
m| o S| 2L | DryAug: 0' to 16" Wash Bored: 16' to 502 E'U_J & IO | T3
® MATERIAL DESCRIPTION < @ -
200 Stiff, gray and tan FAT CLAY (CH) (P)1.50 33 94 | 74 | of AN
1 (P)2.00 26
4 /7
/ Hard, gray and tan SANDY LEAN CLAY (CL) |(P)4.50 19 |11
15—T—5
T -very stiff from 6' to 8' (P)4.00 18 | 111| 44 | 31 | 59 (€)2.96 | sw
T -become stiff at 8' (P)2.50 18
10——10 -
—+ + Medium dense tan CLAYEY SAND (SC) ;‘/’g‘, 21
-+ 10/6"
—+ -with calcareous nodules from 12.5' to 14" ;jg: 25 33
9% 716"
1 %
5115 N\ 56" | 30
-+ 906"
Very stiff, gray and tan FAT CLAY (CH) (P)3.00 26 [105| 62 | 39 | 97 (U)1.82 | SA
T (P)3.75 30
020 -with ferrous nodules from 20' to 22' (P)1.75 32
T -stiff from 20' to 24'
1 -slickensided from 22" to 26' (P)2.25 22 |109| 52 | 38 | 93 (U)1.80
T (P)3.50 20
-5——25
T (P)3.00 22
T -with sand pockets from 28' to 35' (P)4.25 24 72 | 53| 9
-10——30
1 (P)4.25
-15——35
1 -slickensided from 38' to 40’ (P)3.50 23
-20——40 Nt
: 50 ft . Free Water Depth = 12.0-ft. 15-min Static Water Depth = 10.8-ft. 15-min Total Hole Dept
COMPLETION DEPTH 0 fi NOTES: Free W. Depth = 12.0-ft. 15-min Static W Depth = 10.8-ft. 15-min Total Hole Depth
DATE BORING STARTED: 2-26-21 = 12.0-ft. Borehole was backfilled with cement-bentonite grout. AN: Analytical Testing. SW:
DATE BORING COMPLETED: 2-26-21 S\_/vell Test. SA: Sieve Analysis. U: Unconsolidated-Undrained.
LOGGER: C. Watts C: Unconfined Compression.
PROJECT NO.: 21.23.014
Page 1 of 2

Tolunay-Wong

Engineers, Inc.




LOG OF BORING TB-11
PROJECT: Collier Raw Water Pump Station and Tunnel ~ CLIENT: Freese and Nichols, Inc.

LOG OF BORING 21.23.014.GPJ TWEI HOUSTON.GDT 4/7/21

Beaumont, Texas Pearland, Texas
N v | & | GPS COORDINATE: 30.131139 deg ﬁe g = IS | T~
= — |y by 94.09625 deg & ':8 m;\gé RERRS 5:‘5 53 g
= n Zla = 8% STATE PLANE COORD: N -- E% =3 o0 [ AR|ER NI 9: Za EU:) ﬂg
] I |u|d| 2 03 E-- =< b= EE Eg 5- ‘;J;Z (ZDL’ ‘Z‘E | K FI
5 | E |2|2| 4 | 55 | SURFACE ELEVATION:  +20 ft Uz |23|2E|E8|C5 (28|25 (O8] 08 | 2R |ED
@ | 8 |2|/°| Z | Zg | DRILLING METHOD: 82 |ap 26|12 |77 |Z@Z| %2 08| < SE |ED
w o < s |oaw . Ei b 3= o E ol L8 Lim '5&
m| o S| 2L | DryAug: 0' to 16" Wash Bored: 16' to 502 EL'._J & IO | T3
* MATERIAL DESCRIPTION < @ -
-20——40 VJ\'_
T 7
Stiff, gray and tan LEAN CLAY (CL), with (P)2.50 20 31 | 18| 89
T sand pockets and sand seams
-25——45
T -becomes very stiff at 48’ (P)4.25 20
-30—1— %0 Bottom @ 50 ft.
-35——55
-40——60
-45——65
-50——70
-55——75
-60——80
COMPLETION DEPTH: 50 ft NOTES: Free Water Depth = 12.0-ft. 15-min Static Water Depth = 10.8-ft. 15-min Total Hole Depth
DATE BORING STARTED: 2-26-21 = 12.0-ft. Borehole was backfilled with cement-bentonite grout. AN: Analytical Testing. SW:
DATE BORING COMPLETED: 2-26-21 Swell Test. SA: Sieve Analysis. U: Unconsolidated-Undrained.
LOGGER: C. Watts C: Unconfined Compression.
PROJECT NO.: 21.23.014
Page 2 of 2

Tolunay-Wong Engineers, Inc.




LOG OF BORING TB-12
PROJECT: Collier Raw Water Pump Station and Tunnel ~ CLIENT: Freese and Nichols, Inc.

LOG OF BORING 21.23.014.GPJ TWEI HOUSTON.GDT 4/7/21

Beaumont, Texas Pearland, Texas
. v | & | GPS COORDINATE: 30.131194 deg ﬁe % E = s E e
i | by 94.09625 deg & ':8 LSO . |8 | . gles| ol 20
> T =la % 8? STATE PLANE COORD: N -- E% =3 o0 [ AR|ER NI 9: Za EU:) ﬂg
S |z |uglz|8s £ 52 (B3 (2828 3 [Bx|Su|5E| En | Er |55
5 | E |2|2| 4 | 55 | SURFACE ELEVATION:  +20 ft Uz |29 (22|58{C5 28|55 (gL o8 | bR |ED
& | 8 |2|®| 2 | £ | DRILLING METHOD: 8R a2 (252 S |172|25 08| £ - | L
i a |< S | o : Ei = 128> =< 8l 59 no |[5d
m « S | 2L | DryAug: 0' to 12' Wash Bored: 12' to 50%E E'U_J & ID | I3
@ MATERIAL DESCRIPTION < @ -
20 y Stiff, gray and tan FAT CLAY (CH) (T)0.75 24
% (P)2.50
é -becomes very stiff at 2' (P)3.00 20 74 | 57 | 94 /EI\A,
2 Gray and tan CLAYEY SAND (SC) (P)4.50 17 AN
15— ! -with ferrous nodules from 4' to 8'
(P)4.50 16 | 113| 39 | 20 | 49 (C)2.34
(T)0.30 19
10— v
-becomes medium dense at 10.5' g;g: 19 32
8/6"
56" | 24
6/6"
716"
5— Stiff, tan and gray FAT CLAY with SAND ‘éfg: 32 54 [ 33| 76
(CH) 7/6"
36" | 29
5/6"
4/6"
Very stiff, brown and gray FAT CLAY (CH) (P)3.25 31| 91 (U)2.13
-slickensided from 18' to 20"
0] (P)3.00 35
-stiff with slickensides from 22' to 24" (P)2.50 21 (107 | 55 | 40 | 96
(P)3.25 20
-5—
(P)3.25 22 | 105 (U)2.41
(P)4.00 24 [102| 54 | 32| 9
-10—
(P)3.75 22
-15—
-slickensided from 38' to 40' (P)3.50 28
-20 J\r-
COMPLETION DEPTH: 50 ft NOTES: Free Water Depth = 12.0-ft. 15-min Static Water Depth = 10.0-ft. 15-min Total Hole Depth
DATE BORING STARTED: 2-23-21 = 11.5-ft. Borehole was backfilled with cement-bentonite grout. AN: Analytical Testing. SA:
DATE BORING COMPLETED: 2-23-21 Sieve Analysis. U: Unconsolidated-Undrained. C: Unconfined Compression.
LOGGER: C. Watts
PROJECT NO.: 21.23.014
Page 1 of 2

Tolunay-Wong Engineers, Inc.




LOG OF BORING TB-12

PROJECT: Collier Raw Water Pump Station and Tunnel ~ CLIENT: Freese and Nichols, Inc.
Beaumont, Texas

Pearland, Texas

LOG OF BORING 21.23.014.GPJ TWEI HOUSTON.GDT 4/7/21

N v | & | GPS COORDINATE: 30.131194 deg ﬁe = = T¢ | To
i — |y by 94.09625 deg ) ':8 m;\gé . 18 | & 5:‘; 53 g
= T =la % 8% STATE PLANE COORD: N -- E% =3 o0 [ AR|ER NI 9: Za EU:) ﬂ%
Q T |wlelz|os E-- =< E% EE E% SCRx Qu ‘Z’:E B & |FE
5 | E |2|2| 4 | 55 | SURFACE ELEVATION:  +20 ft Uz |23|2E|E8|C5 (28|25 (O8] 08 | 2R |ED
o | 4 |2|®| T |Zd | DRILLING METHOD: 82 |ap 26|12 |77 |Z@Z| %2 08| < gF |EG
= S = | ¢ : Sl et et 1 P o o| W8 do |Ha
m| o S | 2L | DryAug: 0' to 12' Wash Bored: 12' to 50%E EL'._J & IO | T3
® MATERIAL DESCRIPTION < @ -
20— 40 VJ\F
T Z
Very stiff, gray and brown LEAN CLAY (CL), |(P)3.25 18 33 | 20| &7
T with sand pockets
-25——45
T Hard, gray and tan FAT CLAY with SAND (P)4.50 20
T 7 (CH)
-30——50 Z
Bottom @ 50 ft.
-35——55
-40——60
-45——65
-50——70
-55——75
-60——80
COMPLETION DEPTH: 50 ft NOTES: Free Water Depth = 12.0-ft. 15-min Static Water Depth = 10.0-ft. 15-min Total Hole Depth
DATE BORING STARTED: 2-23-21 = 11.5-ft. Borehole was backfilled with cement-bentonite grout. AN: Analytical Testing. SA:
DATE BORING COMPLETED: 2-23-21 Sieve Analysis. U: Unconsolidated-Undrained. C: Unconfined Compression.
LOGGER: C. Watts
PROJECT NO.: 21.23.014

Page 2 of 2

Tolunay-Wong Engineers, Inc.




PROJECT: Collier Raw Water Pump Station and Tunnel
Beaumont, Texas

LOG OF BORING TB-13

CLIENT: Freese and Nichols, Inc.
Pearland, Texas

LOG OF BORING 21.23.014.GPJ TWEI HOUSTON.GDT 4/7/21

. P E __ | GPS COORDINATE: 30.131139 deg ge % E = % P
T | o |-|>J ES 94.096306 deg Z2 |ES Q 5 . |8 Q 6 < 6 £ 20
Zz | £ |Z|g| = | 82 | STATE PLANE COORD: N-- Ww |28 |E-s |os|ER|Sg|es|8a | 583 |92
2 |z |ulglZ|8s £ 52 (B3 (2828 3 [Bx|Su|5E| En | Er |55
k| B |2|2]| w | 5 | SURFACE ELEVATION: +20 ft Uz [29|2E|E8[85 28|55 (28| 28 | o7 (&2
> b |Slo|la | oo ) OO0 |Wm|oz|5 152|188 5z - | i |Ex
u o |< s | @@ | DRILLING METHOD: o) - §8>_ a<| 4o 8 59 <t |EU
o 2 S | 2T | DryAug: 0'to 12' Wash Bored: 12" to 5052 EQ x e Im | I3 o
* MATERIAL DESCRIPTION e |@ -
2070 Stift, gray and tan FAT CLAY (CH) (P)2.00
T (P)2.50 26 81 | 61| 92
4 /7
Very stiff, gray and tan LEAN CLAY (CL) (P)3.00 17 1111 (C)1.94 | TC
15——5
T Hard, gray and tan SANDY LEAN CLAY (CL) |(P)4.50 17 | 114 41 | 25 | 51
€ 7
— Medium dense, tan and gray CLAYEY SAND g;g: 20
% () o
10104 |v
€ /’5 B o6 | 23 50
7 o
€ ] 86" | 26
X o
5——15 Stiff, tan and gray LEAN CLAY with SAND gfg: 33 81
s (CL) 8/6"
— Y/ Stiff, gray and tan FAT CLAY (CH) ijg: 29
5/6"
-very stiff from 18' to 20’ (P)3.00 28 | 96
020 -with calcareous nodules from 20' to 22' (P)2.50 32192 73 | 49| 94 (C)1.78
1 (P)2.50 16 | 114
T (P)2.25 20
-5—T—25
T (P)2.50 22 54 | 39 | 96
T -becomes very stiff at 28' (P)3.50 23 | 103 (C)2.40
T -with sand pockets from 28' to 30'
-10——30
1 (P)3.50 22
-15——35
T -slickensided from 38' to 40’ (P)3.50 34 | 93
-20——40 Nt
COMPLETION DEPTH: 50 ft NOTES: Free Water Depth = 12.0-ft. 15-min Static Water Depth = 10.4-ft. 15-min Total Hole Depth
DATE BORING STARTED: 2-8-21 =11.3-ft. Borehole was backfilled with cement-bentonite grout. U:
DATE BORING COMPLETED: 2-8-21 Unconsolidated-Undrained. C: Unconfined Compression.
LOGGER: C. Watts
PROJECT NO.: 21.23.014
Page 1 of 2

Tolunay-Wong

Engineers, Inc.




LOG OF BORING TB-13

PROJECT: Collier Raw Water Pump Station and Tunnel ~ CLIENT: Freese and Nichols, Inc.
Beaumont, Texas

Pearland, Texas

LOG OF BORING 21.23.014.GPJ TWEI HOUSTON.GDT 4/7/21

= v | & | GPS COORDINATE: 30.131139 deg ﬁe ZE = T¢ | To
i | W e= 94.096306 deg ) E3 m;\gé . 18 | & 5:‘; He @ a
= T Zlal 2 8% STATE PLANE COORD: N -- g =3 rolu |4R|EE NI ox Za EU:) mg
9] T |wlelz|os E-- =< E% EE E% 5= (':3; (ZDI ‘Z’:E P FE
5 | E |2|2| 4 | 55 | SURFACE ELEVATION:  +20 ft Uz |23|2E|E8|C5 (28|25 (O8] 08 | 2R |ED
o | 4 |2|®| T |Zd | DRILLING METHOD: 8R e 25|12 |72 |2Z|%2 (05| < gF |EG
4 S = | ¢ : g e e ST aTls ol W8 | 4o |ba
m| o S | 2L | DryAug: 0' to 12' Wash Bored: 12' to 50%E EL'._J & IO | T3
® MATERIAL DESCRIPTION < @ -
20— 40 VJ\F
T -becomes hard with sand pockets from 43'to  |(P)4.50 18 21 | 7 | 86
1 50
-25——45
T (P)4.50 22
- /s
-30——50 Bottorn @ 50 ft.
-35——55
-40——60
-45——65
-50——70
-55——75
-60——80
COMPLETION DEPTH: 50 ft NOTES: Free Water Depth = 12.0-ft. 15-min Static Water Depth = 10.4-ft. 15-min Total Hole Depth
DATE BORING STARTED: 2-8-21 = 11.3-ft. Borehole was backfilled with cement-bentonite grout. U:
DATE BORING COMPLETED: 2-8-21 Unconsolidated-Undrained. C: Unconfined Compression.
LOGGER: C. Watts
PROJECT NO.: 21.23.014

Page 2 of 2

Tolunay-Wong Engineers, Inc.




KEY TO SYMBOLS AND TERMS USED ON BORING LOGS FOR SOIL

Most Common Unified Soil Sampler Symbols Meaning
Classifications System Symbols m

Pavement core

Lean Clay (CL) : Well Graded Sand (SW) I Thin - walled tube sample

M Standard Penetration Test (SPT)

] Lean Clay w/ Sand (CL) | Well Graded Sand w/ Gravel (SW-GM)

ﬂ Auger sample

Sandy Lean Clay (CL) Poorly Graded Sand (SP) m Sampling attempt with no recovery

T . Field Test Data
Fat Clay (CH) J. '|“| Poorly Graded Sand w/ Silt (SP-SM) 16/24"  Sample Recovery (%)
- (P) 2.50 Pocket penetrometer reading in tons per square foot
/4 FatClay w/Sand (CH) Silt (ML) (T) 1.13  Torvane Mcasurement in tons per square foot
8/6" Blow count per 6 - in. interval of the Standard
Sandy Fat Clay (CH) Elastic Silt (MH) Penetration Test

DP Drill rig down pressure during tube push in
pounds/square inch

' ; | | Elastic Silt w/ Sand (MH-SP
Silty Clay (CL-ML) ( ) PID  Photoionization detector
LELIEN PPM  Parts per million
i R 1ol 1o Silty Gravel (GM)
Sandy Silty Clay (CL-ML) L P —~Z—  Observed free water during drilling

] . .
Silty Clayey Sand (SC-SM) |+ # | Clayey Gravel (GC) ¥ Obscrved static water level

Lo /2
Laboratory Test Data
; ; Clayey Sand (SC) s Well Graded Gravel (GW) We (%) Moisture content in percent
e Dens. (pcf) Dry unit weight in pounds per cubic foot
Sandy Silt (ML) N ",}.‘.'.'} Well Graded Gravel w/ Sand (SP-GM) LL Liquid Limit in percent
. PI Plasticity Index
Silty Sand (SM) . :. Poorly Graded Gravel (GP) #200 (%) Percent passing the No. 200 mesh sieve
Ll
T T 2 peat Strength Legend (ksf)
11 Silt w/ Sand (ML) Qu  Unconfined Compressive Strength
Su Undrained Shear Strength
. . uu Unconsolidated-Undrained Test
Miscellaneous Materials uc Unconfined Compression Test
V] . T Torvane
’q\; & Fill Concrete . Asphalt and/or Base P Pocket Penetrometer ***
M Miniature Vane Shear
RELATIVE DENSITY OF
COHESIONLESS & SEMI-COHESIONLESS SOILS CONSISTENCY OF COHESIVE SOILS
. o . . The following descriptive terms for consistency apply to cohesive
The following descriptive terms for relative density apply to soils such as clays, sandy clays, and silty clays.
cohesionless soils such as gravels, silty sands, and sands as ’ ’
well as semi-cohesive and semi-cohesionless soils such as Undrained Shear
sandy silts, and clayey sands. Strength, Su (ksf)** Consistency Blows per Foot
. Typical <0.25 Very soft <2
Relative N 0.25 - 0.50 Soft 2-4
Density Value Range* 0.50 - 1.00 Medium 4-8
1.00 - 2.00 Firm 8-15
Very Loose Less than 4 2.00 - 4.00 Very Firm 15-30
Loose 4-10 >4.00 Hard >30
Medium Dense 10-30
Dense 30-50 ** Su=T=M,; Su=Qu/2=P/2
Very Dense Greater than 50
*** Based on our experience, we adjusted the field measurements
* N is the number of blows from a 140-1b weight having a free of the undrained shear strength of natural, overconsolidated
fall of 30-in. required to penetrate the final 12-in. of an 18-in. Pleistocene Gulf Coast clays by applying a correction factor of 0.67
sample interval. to the penetrometer readings. The strengths measured by

penctrometer are paritally controlled by the presence of macroscopic
soil defects and features such as slickensides, which are generally
not reflected in penetrometer readings.

Tolunay-Wong Engineers, Inc.
DATE 11-18-19
GEOSYSTEM



APPENDIX D

FNI STANDPIPE PIEZOMETER INSTALLATIONS
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Depth
(fth
0.0

30.0

400

PZ-2 (TB-2)

Ventad
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Sereen:
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Siot Sezer (.01 ineh
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EX Depth =7
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_ oo _
o SealiBackfll 10.0 1t SeollBanil
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> o8 o
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200 ft R
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ANALYTICAL LABORATORY TEST RESULTS

TWE
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Report No. 120334



Tolunay-Wong wEnginccrs.]nc.

Soil pH Test (ASTM G51)

Project Name: Collier Raw Water Pump Station and Tunnel

Project No: 21.23.014

Client: Freese and Nichols, Inc.

pH Meter Verification

Buffer Solution: 4.00 Result: 4.00 Buffer Solution: 7.00 Result: 7.02
Temperature, C: 21.2 Temperature, C: 21.1
Buffer Solution: 10.00 Result: 10.05 Buffer Solution: Result:
Temperature, C: 21.0 Temperature, C:
Sample No. pH Temperature, C
TB-1 (2'-4") 8.34 20.5
TB-4 (4.5'-6") 6.16 20.5
TB-9 (2'-4") 4.42 20.4
TB-12 (2'-4") 5.66 20.4
TB-12 (4'-6") 8.69 20.6
pH Meter S/N: C008035300 Thermometer S/N: C008035300
Tested By: F. Salas Date: 3/12/21
Checked By: F. Salas Date: 3/12/21

PhSht-EPA G51 (Rev.B) 2/2010




Z/\)TR TESTING, RESEARCH, CONSULTING AND FIELD SERVICES

Austin, TX - USA | CA - USA | SC- USA | Gold Coast - Australia | Suzhou - China | Sao Paulo, Brazil | Johannesburg - Africa
ENVIRONMENTAL

Client: Tolunay Wong Engineers, Inc. TRI Log #: 62328
Project: 21.23.014 - FNI - CoBMT - Collier Raw Water Pump Station

Jeffrey A. Kuhn, Ph.D., P.E., 3/22/2021

Quality Review/Date

Analytical
A Sulfate Chloride
8 % Sample Identification Content Content
(mg SO4/kg) (mg/kg)
- Test Method ASTM C1580 | ASTM D512
- Method Detection Limit (MDL) [5 mg/* [5 mg/I]*
1 |TB-1(2.0-4.0) 500 120
2 TB-4 (4.5-6.0) 500 90
3 TB-9 (2.0-4.0) 600 270
4 TB-12 (2.0-4.0) 600 60
5 TB-12 (4.0-6.0) 500 60

(1) ND No Detection - Below Method Detection Limit (MDL)

(2) DL The chloride and sulfate MDLs are volumetric. Results are mass per mass of dry soil.

Page 1of 1

The testing herein is based upon accepted industry practice as well as the test method listed. Test results reported herein do not apply to samples other than those tested. TRI neither accepts responsibility
for nor makes claim as to the final use and purpose of the material. TRI observes and maintains client confidentiality. TRI limits reproduction of this report, except in full, without prior approval of TRI.

TRI ENVIRONMENTAL, INC.
9063 BEE CAVES RD. — AUSTIN, TX 78733 - USA | PH: 800.880.TEST 0OR 512.263.2101



Z/\)TR TESTING, RESEARCH, CONSULTING AND FIELD SERVICES

Austin, TX - USA | CA - USA | SC- USA | Gold Coast - Australia | Suzhou - China | Sao Paulo, Brazil | Johannesburg - Africa
ENVIRONMENTAL

Client: Tolunay Wong Engineers, Inc.

TRI Log #: 62476
Project: 21.23.014 - FNI - CoBMT - Collier Raw Water Pump Station

Jeffrey A. Kuhn, Ph.D., P.E., 3/25/2021

Quality Review/Date

Analytical
* Sulfate Chloride
O
8 2 Sample Identification Content Content pH
- (mg SO4kg) |  (mglkg)
- Test Method ASTM C1580 | ASTM D512 | ASTM G51
- Method Detection Limit (MDL) [5 mg/I]* [5 ma/I]* -
1 TB-11/01-2.0 3,300 150 7.16

(1) ND No Detection - Below Method Detection Limit (MDL)

(2) DL The chloride and sulfate MDLs are volumetric. Results are mass per mass of dry soil.

Page 1of 1

The testing herein is based upon accepted industry practice as well as the test method listed. Test results reported herein do not apply to samples other than those tested. TRI neither accepts responsibility
for nor makes claim as to the final use and purpose of the material. TRI observes and maintains client confidentiality. TRI limits reproduction of this report, except in full, without prior approval of TRI.

TRI ENVIRONMENTAL, INC.
9063 BEE CAVES RD. — AUSTIN, TX 78733 - USA | PH: 800.880.TEST 0OR 512.263.2101



Z/\)TR TESTING, RESEARCH, CONSULTING AND FIELD SERVICES

Austin, TX - USA | CA - USA | SC- USA | Gold Coast - Australia | Suzhou - China | Sao Paulo, Brazil | Johannesburg - Africa
ENVIRONMENTAL

Client: Tolunay Wong Engineers, Inc.

TRI Log #: 62004
Project: 21.23.014 - FNI - CoBMT - Collier Raw Water Pump Station

Jeffrey A. Kuhn, Ph.D., P.E.,  3/2/2021

Quality Review/Date

Analytical
* Sulfate Chloride
O
8 2 Sample Identification Content Content pH
- (mg SO4kg) |  (mglkg)
- Test Method ASTM C1580 | ASTM D512 | ASTM G51
- Method Detection Limit (MDL) [5 mg/* [5 mg/I]* -
1 |TB-6(4.0-6.0) 900 240 9.75

(1) ND No Detection - Below Method Detection Limit (MDL)

(2) DL The chloride and sulfate MDLs are volumetric. Results are mass per mass of dry soil.

Page 1of 1

The testing herein is based upon accepted industry practice as well as the test method listed. Test results reported herein do not apply to samples other than those tested. TRI neither accepts responsibility
for nor makes claim as to the final use and purpose of the material. TRI observes and maintains client confidentiality. TRI limits reproduction of this report, except in full, without prior approval of TRI.

TRI ENVIRONMENTAL, INC.
9063 BEE CAVES RD. — AUSTIN, TX 78733 - USA | PH: B00.880.TEST OR 512.263.2101



THERMAL CONDUCTIVITY TEST RESULTS
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Tolunay-Wong w Engineers, Inc.

10710 S. Sam Houston Pkwy. W, Suite 100 Houston, TX 77031

THERMAL CONDUCTIVITY - ASTM D5334

Project Number 21.23.014

Date[03/24/21

Sample Identification |TB-1.6-8

Technician|PK

Soil Classification

CLAYEY SAND (SC)

Water Content

Weight/Volume Relationship

Tare No.| AD-OO |Diam. of Sample, in. 2.802 Void Ratio 0.51
Wet Weight + Tare, g| 159.57 |Height of Sample, in. 5.676 Porosity, %| 33.90
Dry Weight + Tare, g| 140.26 |Specific Gravity (est) 2.70 Saturation, %| 92.10
Weight of Tare, g| 30.08 |Sample Weight, gm 1203.16 Wet Unit Weight, pcf| 130.90
Water Content, %| 17.50 |Sample Area, in” 6.17 Dry Unit Weight, pcf| 111.40
Equipment Identification and Calibraton
Manufacturer| Decagon Calibration Verification - SE2043/03683 Calibration
Model No.| KD2 Pro | CAS No. Std - W/m-K Temp C Rdg - W/m-K Pass/Fail | Factor, C
Serial Number| KP1296 None 0.933 20.4 1.025 Pass 0.910
Test Method and Probe Thermal Conductivity Test Results
Thermal Probe Decagon TR-1 Q =i2R/L, W/m| 4.690 |Slope, heating phase 0.15
Length, L, meters 0.1 Current, I, Amps| 0.095 |Slope, cooling phase 0.16
Pushed/Pre-drilled Pushed Resistance, R, Ohms| 52.08 |Average Slope, heating & cooling 0.15
Time (min) 5 Thermal Conductivity, W/m-K 2.22
Test Measurements Heating Data
Heating Phase Cooling Phase
Elapsed Elapsed 294.65
Time Temp., T Time Temp., T
294.60 -
(sec) (K) (sec) (K)
5.0 294.05 155.0 294.04 2 50455 |
10.0 294.19 160.0 293.91 lq—;
15.0 294.25 165.0 293.85 3 294.50 |
20.0 294.30 170.0 293.80 g
25.0 20434 | 1750 | 29377 g 594.45 |
30.0 294.36 180.0 293.75 =
35.0 294.39 185.0 293.73 294.40 -
40.0 294.41 190.0 293.71
45.0 294.43 195.0 293.70 294.35
50.0 294.44 200.0 293.68 3.0 4.0 5.0 6.0
55.0 294.46 205.0 293.67 In(t)
60.0 294 .47 210.0 293.66
65.0 294 .48 215.0 293.65 Cooling Data
70.0 294.49 220.0 293.64
75.0 294.50 225.0 293.64 293.76
80.0 294.51 230.0 293.63 293.74 ud
85.0 294.52 235.0 293.62 293.72 /
90.0 294.53 240.0 293.62 < 293.70
95.0 294.54 245.0 293.61 =
1000 | 29454 | 2500 | 29361 g 29368
1050 | 29455 | 2550 | 293.60 £ 293.66
110.0 294.56 260.0 293.60 8 293.64
115.0 294.56 265.0 293.59 § 203.62
120.0 294.57 270.0 293.59
125.0 294.57 275.0 293.59 293.60
1300 | 29458 | 2800 | 29358 293.58
135.0 294.59 285.0 293.58 293.56
140.0 294.59 290.0 293.58 0.0 0.5 10 15 20
1450 | 29459 | 2950 | 29358 In(t/(t-t1))
150.0 294.60 300.0 293.57
Calculated By|PK Checked By|EEH
Date|03/24/21 Date|03/25/21

Our letters and reports are for the exclusive use of the CLIENT. This document shall not be reproduced, except in full, without our prior written approval.

Our letters and reports apply only to the material(s) tested and/or inspected and are not necessarily indicative of the quality of apparently identical material(s).




Tolunay-Wong w Engineers, Inc.

10710 S. Sam Houston Pkwy. W, Suite 100 Houston, TX 77031

THERMAL CONDUCTIVITY - ASTM D5334

Project Number 21.23.014

Date[02/26/21

Sample Identification |[TB-5, 4-6

Technician|PK

Soil Classification

Sandy Lean Clay (CL)

Water Content Weight/Volume Relationship
Tare No. 196 Diam. of Sample, in. 2.975 Void Ratio 0.78
Wet Weight + Tare, g[ 132.2  |Height of Sample, in. 5.125 Porosity, %| 43.90
Dry Weight + Tare, g| 111.91 |Specific Gravity (est) 2.70 Saturation, %| 86.70
Weight of Tare, g| 31.20 |Sample Weight, gm 1107.74 Wet Unit Weight, pcf| 118.40
Water Content, %| 25.10 [Sample Area, in® 6.95 Dry Unit Weight, pcf| 94.60
Equipment Identification and Calibraton
Manufacturer| Decagon Calibration Verification - SE2043/03683 Calibration
Model No.| KD2 Pro | CAS No. Std - W/m-K Temp C Rdg - W/m-K Pass/Fail | Factor, C
Serial Number| KP1296 None 0.933 20.0 1.021 Pass 0.914
Test Method and Probe Thermal Conductivity Test Results
Thermal Probe Decagon TR-1 Q =i’R/L, W/m| 4.810 |Slope, heating phase 0.23
Length, L, meters 0.1 Current, |, Amps| 0.096 |Slope, cooling phase 0.26
Pushed/Pre-drilled Pushed Resistance, R, Ohms| 51.98 |Average Slope, heating & cooling 0.25
Time (min) 5 Thermal Conductivity, W/m-K 1.42
Test Measurements Heating Data
Heating Phase Cooling Phase
295.45
Elapsed Elapsed
Time | Temp., T| Time | Temp., T 295.40
(sec) (K) (sec) (K) 295.35
294.33 155.0 294.62 =
5.0 X 295.30 -
10.0 294.66 160.0 294.32 -
15.0 294.82 165.0 294.18 f;: 295.25 4
20.0 294.92 170.0 294.09 g 295.20 -
Q.
25.0 294.99 175.0 294.03 g 295.15 -
30.0 295.04 180.0 293.99 =
295.10
35.0 295.08 185.0 293.95
40.0 295.12 190.0 293.92 295.05
45.0 295.15 195.0 293.89 295.00
50.0 295.18 200.0 293.87 3.0 4.0 5.0 6.0
55.0 295.20 205.0 293.86 In(t)
60.0 295.22 210.0 293.84
65.0 295.24 215.0 293.82 Cooling Data
70.0 295.25 220.0 293.81
75.0 295.27 2250 293.80 294.00
295.29 230.0 293.79 /
80.0 293.95
85.0 295.30 235.0 293.78 /
90.0 295.31 240.0 293.77 293.90
95.0 295.32 245.0 293.76 i‘-
100.0 295.33 250.0 293.75 g 293.85
105.0 295.34 255.0 293.74 g
110.0 295.36 260.0 293.74 ‘é 293.80
295.36 265.0 293.73 2
115.0 © 29375
120.0 295.37 270.0 293.73
125.0 295.38 275.0 293.72 293.70
130.0 295.39 280.0 293.71
135.0 295.40 285.0 293.71 293.65
140.0 295.40 290.0 293.70 0.0 0.5 1.0 15 2.0
145.0 295.41 295.0 293.70 In(t/(t-t1))
150.0 295.42 300.0 293.70
Calculated By|PK Checked By|EEH
Date|02/26/21 Date|03/01/21

Our letters and reports are for the exclusive use of the CLIENT. This document shall not be reproduced, except in full, without our prior written approval.

Our letters and reports apply only to the material(s) tested and/or inspected and are not necessarily indicative of the quality of apparently identical material(s).




Tolunay-Wong w Engineers, Inc.

10710 S. Sam Houston Pkwy. W, Suite 100 Houston, TX 77031

THERMAL CONDUCTIVITY - ASTM D5334

Project Number 21.23.014 Date[02/25/21
Sample Identification |TB-8, 2-4 Technician|PK
Soil Classification Sandy Lean Clay (CL)
Water Content Weight/Volume Relationship
Tare No. EB-2 |Diam. of Sample, in. 2.8 Void Ratio 0.44
Wet Weight + Tare, g[ 158.7 |Height of Sample, in. 5.269 Porosity, %| 30.50
Dry Weight + Tare, g| 140.66 |Specific Gravity (est) 2.70 Saturation, %| 101.10
Weight of Tare, g| 30.61 |Sample Weight, gm 1161.87 Wet Unit Weight, pcf| 136.40
Water Content, %| 16.40 [Sample Area, in® 6.16 Dry Unit Weight, pcf| 117.20
Equipment Identification and Calibraton
Manufacturer| Decagon Calibration Verification - SE2043/03683 Calibration
Model No.| KD2 Pro | CAS No. Std - W/m-K Temp C Rdg - W/m-K Pass/Fail | Factor, C
Serial Number| KP1296 None 0.933 20.0 1.021 Pass 0.914
Test Method and Probe Thermal Conductivity Test Results
Thermal Probe Decagon TR-1 Q =i’R/L, W/m| 4.760 |Slope, heating phase 0.21
Length, L, meters 0.1 Current, |, Amps| 0.096 |Slope, cooling phase 0.20
Pushed/Pre-drilled Pushed Resistance, R, Ohms| 52.08 |Average Slope, heating & cooling 0.21
Time (min) 5 Thermal Conductivity, W/m-K 1.67
Test Measurements Heating Data
Heating Phase Cooling Phase
295.00
Elapsed Elapsed
Time Temp., T Time Temp., T 294.95 -
(sec) (K) (sec) (K) 294.90 4
50 294.16 155.0 294.21 <
10.0 294.39 160.0 293.98 : 294.85 -
15.0 294.48 165.0 293.89 §
2 294.80 -
20.0 294.54 170.0 293.83 5
25.0 294.59 175.0 293.79 §294~75 1
30.0 294.62 180.0 293.75 = 294.70 -
35.0 294.65 185.0 293.73
294.65 -
40.0 294.68 190.0 293.70
450 294.70 195.0 293.69 294.60
50.0 294.72 200.0 293.67 3.0 4.0 5.0 6.0
55.0 294.75 205.0 293.66 In(t)
60.0 294.76 210.0 293.64
65.0 294.78 215.0 293.63 Cooling Data
70.0 294.80 220.0 293.62
75.0 294.82 2250 29361 293.80
80.0 294.83 230.0 293.60
85.0 294.84 235.0 293.60 293.75 of
90.0 294.85 240.0 293.59
95.0 294.87 245.0 293.58 f 293.70
100.0 294.88 250.0 293.58 g
105.0 294.89 255.0 293.57 g 293.65
110.0 294.89 260.0 293.56 ‘é’
115.0 294.90 265.0 293.56 2 293.60
120.0 294 .91 270.0 293.55
125.0 294.92 275.0 293.55 293.55
130.0 294.93 280.0 293.55
135.0 294.93 285.0 293.54 293.50
140.0 294.94 290.0 293.54 0.0 0.5 1.0 15 2.0
145.0 294.95 295.0 293.53 In(t/(t-t1))
150.0 294.95 300.0 293.53
Calculated By|PK Checked By|EEH
Date|02/26/21 Date|02/26/21

Our letters and reports are for the exclusive use of the CLIENT. This document shall not be reproduced, except in full, without our prior written approval.

Our letters and reports apply only to the material(s) tested and/or inspected and are not necessarily indicative of the quality of apparently identical material(s).




Tolunay-Wong w Engineers, Inc.

10710 S. Sam Houston Pkwy. W, Suite 100 Houston, TX 77031

THERMAL CONDUCTIVITY - ASTM D5334

Project Number

21.23.014

Date[03/11/21

Sample Identification

TB-13/PZ-13, 4-6

Technician|PK

Soil Classification

LEAN CLAY (CL)

Water Content

Weight/Volume Relationship

Tare No. 5 Diam. of Sample, in. 2.846 Void Ratio 0.52
Wet Weight + Tare, g| 381.52 |Height of Sample, in. 5.732 Porosity, %| 34.00
Dry Weight + Tare, g| 364.04 |Specific Gravity (est) 2.70 Saturation, %| 91.00
Weight of Tare, g| 263.55 |Sample Weight, gm 1249.4 Wet Unit Weight, pcf| 130.50
Water Content, %| 17.40 |Sample Area, in” 6.36 Dry Unit Weight, pcf| 111.20
Equipment Identification and Calibraton
Manufacturer| Decagon Calibration Verification - SE2043/03683 Calibration
Model No.| KD2 Pro | CAS No. Std - W/m-K Temp C Rdg - W/m-K Pass/Fail | Factor, C
Serial Number| KP1296 None 1.140 20.6 1.052 Pass 1.084
Test Method and Probe Thermal Conductivity Test Results
Thermal Probe Decagon TR-1 Q =i2R/L, W/m| 4.240 |Slope, heating phase 0.18
Length, L, meters 0.1 Current, I, Amps| 0.090 |Slope, cooling phase 0.20
Pushed/Pre-drilled Pushed Resistance, R, Ohms| 52.00 |Average Slope, heating & cooling 0.19
Time (min) 5 Thermal Conductivity, W/m-K 1.96
Test Measurements Heating Data
Heating Phase Cooling Phase
Elapsed Elapsed 294.80
Time Temp., T Time Temp., T 294.75 -
(sec) (K) (sec) (K)
5.0 294.11 155.0 294.23 < 294.70 -
10.0 294.28 160.0 294.10 T—:
150 | 29436 | 1650 | 294.03 g 29465
20.0 294.42 170.0 293.98 g 294.60 -
25.0 29446 | 1750 | 293.95 g
30.0 294.49 180.0 293.92 F 294.55 ~
35.0 294.52 185.0 293.90
40.0 294.54 190.0 293.88 29450 1
45.0 294.56 195.0 293.86 294.45
50.0 294.58 200.0 293.84 3.0 4.0 5.0 6.0
55.0 294.60 205.0 293.83 In(t)
60.0 294.62 210.0 293.82
65.0 294.63 215.0 293.81 Cooling Data
70.0 294.64 220.0 293.80
75.0 294.65 225.0 293.79 293.95
80.0 294.67 230.0 293.78
85.0 294.68 235.0 293.77 293.90
90.0 294.69 240.0 293.76 _
95.0 294.70 245.0 293.76 = 293.85
100.0 294.70 250.0 293.75 @
1050 | 294.71 255.0 | 293.74 £ 293.80
110.0 294.72 260.0 293.74 g
115.0 294.73 265.0 293.73 § 293.75
120.0 294.74 270.0 293.73
125.0 294.74 275.0 293.73 293.70
130.0 294.75 280.0 293.72
135.0 294.76 285.0 293.72 293.65
140.0 294.76 290.0 293.71 0.0 0.5 1.0 15 2.0
145.0 294.77 2950 | 293.71 In(t/(t-t1))
150.0 294.77 300.0 293.71
Calculated By|PK Checked By|EEH
Date|03/11/21 Date|03/12/21

Our letters and reports are for the exclusive use of the CLIENT. This document shall not be reproduced, except in full, without our prior written approval.

Our letters and reports apply only to the material(s) tested and/or inspected and are not necessarily indicative of the quality of apparently identical material(s).
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SWELL TEST REPORT
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0.552‘
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0.540 \
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Project: Collier Raw Water Pump Station and Tunnel
Beaumont, Texas

Source of Sample: TB-1 SWELL Depth: 2

Tolunay-Wong Engineers, Inc.

Houston, Texas

0.536 Water
Added
0.534
0.01 0.1
Applied Pressure - tsf
Natural DryDens.| || | py | Sp. |Overburden o Swell Press. Swell c
Sat. | Moist. (pcf) Gr. (tsf) 0 (tsf) % r
91.6% | 18.7% 108.6 2.70 125 0.552 0.1
MATERIAL DESCRIPTION USCS AASHTO
CLAYEY SAND SC
Project No. 21.23.014 Client: Freese and Nichols, Inc. Remarks:

ASTM D4546 - Method B
Specific Gravity: Assumed

Figure

Tested By: B. Moore




SWELL TEST REPORT
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Project: Collier Raw Water Pump Station and Tunnel
Beaumont, Texas

Source of Sample: TB-2 SWELL Depth: 4

Tolunay-Wong Engineers, Inc.

Houston, Texas
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. \
K
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\\
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0.504 \\ ¢

0.502

Water
Added
0.500
0.01 0.1
Applied Pressure - tsf
Natural DryDens.| || | py | Sp. |Overburden o Swell Press. Swell c
Sat. | Moist. (pcf) Gr. (tsf) 0 (tsf) % r
93.5% | 17.9% 111.1 31 15 2.70 0.25 0.517 0.1
MATERIAL DESCRIPTION USCS AASHTO
CLAYEY SAND SC

Project No. 21.23.014 Client: Freese and Nichols, Inc. Remarks:

ASTM D4546 - Method B
Specific Gravity: Assumed
% Passing #200 = 38

Figure

Tested By: B. Moore




SWELL TEST REPORT
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Added
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0.01 0.1
Applied Pressure - tsf

Natural Dry Dens. LL Pl Sp. | Overburden

Sat. | Moist. | (pcf) Gr. (tsf) ®o

Swell Press.
(tsf)

Swell
%

108.1 % | 34.7 % 90.3 2.70 0.25 0.866

0.0

MATERIAL DESCRIPTION

UsSCS AASHTO

FAT CLAY

CH

Project No. 21.23.014

Project: Collier Raw Water Pump Station and Tunnel
Beaumont, Texas

Source of Sample: TB-6 SWELL Depth: 4

Client: Freese and Nichols, Inc.

Tolunay-Wong Engineers, Inc.

Houston, Texas

Remarks:

ASTM D4546 - Method B
Specific Gravity: Assumed

Figure

Tested By: B. Moore




SWELL TEST REPORT

0.7020,
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©
X 0.6945 \
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: \
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0.6885 Water

Added
0.6870
0.01 0.1 1
Applied Pressure - tsf
Natural DryDens.| || | p; | Sp. |Overburden o Swell Press. Swell c

Sat. | Moist. | (pcf) Gr. (tsf) 0 (tsf) % r

95.4% | 24.8% 99.0 2.70 0.125 0.702 0.5
MATERIAL DESCRIPTION USCS AASHTO
FAT CLAY with SAND CH

Project No. 21.23.014 Client: Freese and Nichols, Inc. Remarks:

Project: Collier Raw Water Pump Station and Tunnel
Beaumont, Texas

Source of Sample: TB-9 SWELL Depth: 2

Tolunay-Wong Engineers, Inc.

Houston, Texas

ASTM D4546 - Method B
Specific Gravity: Assumed

Figure




SWELL TEST REPORT
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Project No. 21.23.014

Project: Collier Raw Water Pump Station and Tunnel
Beaumont, Texas

Source of Sample: TB-11 SWELL

Depth:

6

Tolunay-Wong Engineers, Inc.

Houston, Texas

.0
I
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i)
O
> \\

0.5150 \\\

\\
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0.5100
Water
Added
0.5075 \’
0.5050
0.01 0.1
Applied Pressure - tsf
Natural DryDens.| || | py | Sp. |Overburden o Swell Press. Swell c
Sat. | Moist. (pcf) Gr. (tsf) 0 (tsf) % r
93.2% | 18.0% 110.8 44 31 2.70 0.375 0.522 1.2
MATERIAL DESCRIPTION USCS AASHTO
SANDY LEAN CLAY CL
Client: Freese and Nichols, Inc. Remarks:

ASTM D4546 - Method B
Specific Gravity: Assumed
% Passing #200 = 59

Figure

Tested By: B. Moore
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ASTM D422
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ASTM D422

PERCENT COARSER
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Date:

Depth: 6

Source of Sample: TB-3
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PERCENT COARSER
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0.001
Clay
17.8

45

Pl=
Date:
Figure

0.01
% Fines
Silt
26.4
Classification
AASHTO
Remarks

LL= 68

Atterberg Limits

Material Description

CLAYEY SAND
SC

Fine
55.8
= 23

PL
Collier Raw Water Pump Station and Tunnel

% Sand
USCS
Beaumont, Texas
Project No: 21.23.014

Medium
0.0

GRAIN SIZE - mm.
Client: Freese and Nichols, Inc.

Project:

0.0
NO)

Coarse

PASS?
(X

Fine
0.0
Depth: 8

% Gravel

Coarse
SPEC.*

PERCENT

0.0

100
PERCENT
FINER
100.0
100.0
100.0
100.0
100.0
100.0
100.0
100.0

94.0
76.3
44.2

Tolunay-Wong

Engineers, Inc.
Houston, Texas

0.0
(no specification provided)

% +3"

SIZE
6"
3"

3/4"
4

#10

#20

#30

#40

#60
#100
#200

SIEVE
Source of Sample: TB-6
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Date:

Depth: 4

Source of Sample: TB-9
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Date:

Depth: 16

Source of Sample: TB-11
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PERCENT COARSER
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Date:

Depth: 2

Source of Sample: TB-12

g

= |
—_ g
e i
=

=

=

o

g

=]

.8

=

)

o
g 8
£ A
s,m%
B <
528 >
NWm,N
T2E 4
O © o .l
2om ¢
F- N
s 0 9
c 9o 2
29 9
oo o
)
Cc
o= 3
S vk
1 S -
>0 C
C OO0
nn..&
mgu
oOCco
W




SOIL ABRASIVITY TEST RESULTS

TWE
Project No. 21.23.014
Report No. 120334



A
Geolesting

EXPRESS

Client: Tolunay-Wong Engineers, Inc.
Project Name: FNI CoBMT Collier Raw Water Pump
Project Location: Beaumont, TX

GTX #: 313650

Test Date: 5/27/2021

Tested By: tim

Checked By: jsc

Boring ID: TB-5

Sample ID: -

Depth, ft: 8.5-10

Soil Abrasivity Test

Individual Test Results

Test Number

Soil Abrasivity Test value

(mg)

1 31.1

2 30.7
Average 30.9

Sample Classification:

High

Soil Abrasivity Test Value Reference Classification Chart

Soil Abrasivity Test value

Category (mg)
Low <7.0
Medium 7.1-21.9
High >22.0

Notes:

1. GTX's Soil Abrasivity Test is based on Nilsen, B., Dahl, F., Holzhduser J., Raleigh P., New test methodology for estimating the

abrasiveness of soils for TBM tunneling. proceeding of RETC conference 2007: 104- 116.

The trademarked acronyms and terms SAT™ and Soil Abrasion Test™ are unique for test results and calculated
indices originating from NTNU/SINTEF and can only be obtained by testing samples at their reference laboratory
in Trondheim, Norway.

2. Abrasion test material was provided to GTX by client. The test material was dried at 30°C for 3-4 days until dry. The Soil Abrasion

Test pieces are comprised of cutter ring steel.
3. Test was performed at 20 RPM for 1 minute for a total of 20 revolutions.




/——_\ Client: Tolunay-Wong Engineers, Inc.
GeoTesting PrOJ:ect Namg: FNI CoBMT Collier Raw Water Pump
Project Location: Beaumont, TX
EXPRESS GTX #: 313650
Boring ID: TB-5
Sample ID: ---
Depth, ft: 8.5-10

Soil Abrasivity Test - Sample As-Received
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Notes:
1. GTX’s Soil Abrasivity Test is based on Nilsen, B., Dahl, F., Holzhduser J., Raleigh P., New test methodology for
estimating the abrasiveness of soils for TBM tunneling. proceeding of RETC conference 2007: 104- 116.
The trademarked acronyms and terms SAT™ and Soil Abrasion Test™ are unique for test results and
calculated indices originating from NTNU/SINTEF and can only be obtained by testing samples at their
reference laboratory in Trondheim, Norway.




A Client: Tolunay-Wong Engineers, Inc.
GeoTesti ng Project Name: FNI CoBMT Collier Raw Water Pump
Project Location: Beaumont, TX
EXPRESS GTX #: 313650
Test Date: 5/27/2021
Tested By: tim
Checked By: jsc
Boring ID: TB-5
Sample ID: -
Depth, ft: 8.5-10

Soil Abrasivity Test

60

55

50

45

40

35

30

25

20

15

10

Soil Abrasivity Test Values

High

Medium

Low

Notes: 1. GTX's Soil Abrasivity Test is based on Nilsen, B., Dahl, F., Holzhauser J., Raleigh P., New test methodology for estimating the
abrasiveness of soils for TBM tunneling. proceeding of RETC conference 2007: 104- 116.
The trademarked acronyms and terms SAT™ and Soil Abrasion Test™ are unique for test results and calculated
indices originating from NTNU/SINTEF and can only be obtained by testing samples at their reference laboratory
in Trondheim, Norway.




A
Geolesting

EXPRESS

Client: Tolunay-Wong Engineers, Inc.
Project Name: FNI CoBMT Collier Raw Water Pump
Project Location: Beaumont, TX

GTX #: 313650

Test Date: 5/27/2021

Tested By: tim

Checked By: jsc

Boring ID: TB-5

Sample ID: -

Depth, ft: 10.5-12

Soil Abrasivity Test

Individual Test Results

Test Number

Soil Abrasivity Test value

(mg)

1 43.1

2 42.1
Average 42.6

Sample Classification:

High

Soil Abrasivity Test Value Reference Classification Chart

Soil Abrasivity Test value

Category (mg)
Low <7.0
Medium 7.1-21.9
High >22.0

Notes:

1. GTX's Soil Abrasivity Test is based on Nilsen, B., Dahl, F., Holzhduser J., Raleigh P., New test methodology for estimating the

abrasiveness of soils for TBM tunneling. proceeding of RETC conference 2007: 104- 116.

The trademarked acronyms and terms SAT™ and Soil Abrasion Test™ are unique for test results and calculated
indices originating from NTNU/SINTEF and can only be obtained by testing samples at their reference laboratory
in Trondheim, Norway.

2. Abrasion test material was provided to GTX by client. The test material was dried at 30°C for 3-4 days until dry. The Soil Abrasion

Test pieces are comprised of cutter ring steel.
3. Test was performed at 20 RPM for 1 minute for a total of 20 revolutions.




S —
Geolesting

EXPRESS

Client:
Project Name:

Project Location:

Tolunay-Wong Engineers, Inc.
FNI CoBMT Collier Raw Water Pump
Beaumont, TX

GTX #: 313650
Boring ID: TB-5
Sample ID: ---
Depth, ft: 10.5-12

Soil Abrasivity Test - Sample As-Received

Notes:

1. GTX’s Soil Abrasivity Test is based on Nilsen, B., Dahl, F., Holzhduser J., Raleigh P., New test methodology for
estimating the abrasiveness of soils for TBM tunneling. proceeding of RETC conference 2007: 104- 116.
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The trademarked acronyms and terms SAT™ and Soil Abrasion Test™ are unique for test results and
calculated indices originating from NTNU/SINTEF and can only be obtained by testing samples at their
reference laboratory in Trondheim, Norway.




A Client: Tolunay-Wong Engineers, Inc.
GeoTesti ng Project Name: FNI CoBMT Collier Raw Water Pump
Project Location: Beaumont, TX
EXPRESS GTX #: 313650
Test Date: 5/27/2021
Tested By: tim
Checked By: jsc
Boring ID: TB-5
Sample ID: -
Depth, ft: 10.5-12

Soil Abrasivity Test

Soil Abrasivity Test Values
60

55

50

45

40

35

30

25 High

20

15

Medium

10

Low

Notes: 1. GTX's Soil Abrasivity Test is based on Nilsen, B., Dahl, F., Holzhauser J., Raleigh P., New test methodology for estimating the
abrasiveness of soils for TBM tunneling. proceeding of RETC conference 2007: 104- 116.
The trademarked acronyms and terms SAT™ and Soil Abrasion Test™ are unique for test results and calculated
indices originating from NTNU/SINTEF and can only be obtained by testing samples at their reference laboratory
in Trondheim, Norway.




APPENDIX F

ELECTRICAL RESISTIVITY RESULTS

TWE
Project No. 21.23.014
Report No.120334



Tolunay-Wong

Engineers, Inc.

2455 West Cardinal Drive, Suite A ¢ Beaumont, Texas 77705 e Phone: (409) 840-4214 e Fax: (409) 840-4259

ERS-1 Electrical Resistivity Survey
North-South
Record EIect_rode Current M_easured Ar.)pa.]rtlent Ar.)pa.]rtlent Ar.)pa.]rtlent
Number Spacing, a (amps) Resistance, R | Resistivity, p | Resistivity, p | Resistivity, p
(ft) (ohms) (ohm-ft) (ohm-m) (ohm-cm)
24 2.5 20 6.011 94.41 28.78 2877.68
23 2.5 20 5.967 93.73 28.57 2857.01
22 5 50 1.528 47.99 14.63 1462.74
21 5 50 1.526 47.94 14.61 1461.06
20 10 50 0.765 48.08 14.66 1465.57
19 10 50 0.765 48.10 14.66 1465.97
18 20 50 0.314 39.50 12.04 1203.93
17 20 50 0.314 39.49 12.04 1203.53
16 30 100 0.148 27.97 8.52 852.43
15 30 100 0.149 28.01 8.54 853.81
Notes:

1. Test procedure performed using Wenner Four-Electrode Method in general accordance with ASTM G 57.

2. Calibration measurements of 19.94 ohms (before test) and 19.94 (after test) with 19.93 ohm resistor.
Less than 5 percent tolerance.

3. Surface covering is dry crushed aggregate.

4. Instrument: Advanced Geosciences, Inc. MINISTING Resistivity meter. S/N: S1104289

Freese and Nichols, Inc.
Pearland, Texas

Collier Raw Water Pump Station and Tunnel

Beaumont, Texas

TWE Project No. 21.23.014

Report No. 120334



Tolunay-Wong Engineers, Inc.

2455 West Cardinal Drive, Suite A ¢ Beaumont, Texas 77705 e Phone: (409) 840-4214 e Fax: (409) 840-4259

ERS-1 Electrical Resistivity Survey
East-West
Record Elect_rode Current Mt_easured Appa?r?nt Appa?r?nt Appa?r?nt
Number Spacing, a (amps) Resistance, R | Resistivity, p | Resistivity, p | Resistivity, p
(ft) (ohms) (ohm-ft) (ohm-m) (ohm-cm)
12 2.5 20 6.835 107.36 32.72 3272.33
11 2.5 20 6.855 107.67 32.82 3281.78
10 5 20 2.820 88.58 27.00 2699.80
9 5 20 2.817 88.48 26.97 2696.96
8 10 20 1.146 71.97 21.94 2193.68
7 10 20 1.146 72.01 21.95 2194.83
6 20 20 0.474 59.61 18.17 1817.03
4 20 20 0.470 59.01 17.99 1798.62
3 30 20 0.237 44.68 13.62 1361.85
2 30 20 0.238 44.88 13.68 1367.79
Notes:

1. Test procedure performed using Wenner Four-Electrode Method in general accordance with ASTM G 57.
2. Calibration measurements of 19.93 ohms (before test) and 19.93 (after test) with 19.94 ohm resistor.
Less than 5 percent tolerance.
3. Surface covering is dry crushed aggregate.
4. Instrument: Advanced Geosciences, Inc. MINISTING Resistivity meter. S/N: S1104289

Freese and Nichols, Inc. Collier Raw Water Pump Station and Tunnel TWE Project No. 21.23.014
Pearland, Texas Beaumont, Texas Report No. 120334



oglunav-Wg
AULUilLlIas

2455 West Cardinal Drive, Suite A ¢ Beaumont, Texas 77705 e Phone: (409) 840-4214 e Fax: (409) 840-4259

ERS-03 Electrical Resistivity Survey
North-South
Record Elect_rode Current Mt_aasured Ar.)pa.m.ent Ar.)pe.lrc.ent Ar.)pa.m.ent
Number Spacing, a (amps) Resistance, R | Resistivity, p | Resistivity, p | Resistivity, p
(t) (ohms) (ohm-ft) (ohm-m) (ohm-cm)
38 2.5 50 33.075 519.54 158.36 15835.58
37 2.5 50 33.080 519.62 158.38 15838.02
36 5 50 9.191 288.76 88.01 8801.40
35 5 50 9.193 288.80 88.03 8802.62
34 10 50 1.298 81.57 24.86 2486.16
33 10 50 1.298 81.58 24.86 2486.47
32 20 50 0.313 39.35 11.99 1199.39
31 20 50 0.313 39.34 11.99 1199.08
30 30 50 0.188 3547 10.81 1081.22
29 30 50 0.190 35.87 10.93 1093.44
28 50 50 0.090 28.13 8.57 857.28
27 50 50 0.089 28.09 8.56 856.18
Notes:

1. Test procedure performed using Wenner Four-Electrode Method in general accordance with ASTM G 57.

2. Calibration measurements of 19.93 ohms (before test) and 19.93 (after test) with 19.93 ohm resistor.
Less than 5 percent tolerance.

3. Surface covering is dry grass, brush, trees and sand.
4. Instrument: Advanced Geosciences, Inc. MINISTING Resistivity meter. S/N: S1104289

Freese and Nichols, Inc.
Pearland, Texas

Collier Raw Water Pump Station and Tunnel

Beaumont, Texas

TWE Project No. 21.23.014

Report No. 120334



oglunav-Wg
AULUilLlIas

2455 West Cardinal Drive, Suite A ¢ Beaumont, Texas 77705 e Phone: (409) 840-4214 e Fax: (409) 840-4259

ERS-03 Electrical Resistivity Survey
East-West
Record Elect_rode Current Mt_easured A}?p?r?nt A}?p?r?nt App?rfent
Number Spacing, a (amps) Resistance, R | Resistivity, p | Resistivity, p | Resistivity, p
(ft) (ohms) (ohm-ft) (ohm-m) (ohm-cm)
52 2.5 100 9.731 152.85 46.59 4658.87
51 2.5 100 9.724 152.74 46.56 4655.52
50 5 100 3.243 101.87 31.05 3105.00
49 5 100 3.241 101.82 31.03 3103.47
48 10 100 1.199 75.30 22.95 2295.27
47 10 100 1.199 75.31 22.95 2295.36
46 20 50 0.505 63.45 19.34 1933.90
45 20 50 0.509 63.97 19.50 1949.78
44 30 50 0.299 56.45 17.21 1720.66
43 30 50 0.300 56.51 17.22 1722.36
42 50 50 0.130 40.93 12.48 1247.58
41 50 50 0.130 40.97 12.49 1248.61
Notes:

1. Test procedure performed using Wenner Four-Electrode Method in general accordance with ASTM G 57.
2. Calibration measurements of 19.94 ohms (before test) and 19.93 (after test) with 19.93 ohm resistor.
Less than 5 percent tolerance.

3. Surface covering is dry grass, brush, trees and sand.
4. Instrument: Advanced Geosciences, Inc. MINISTING Resistivity meter. S/N: S1104289

Freese and Nichols, Inc.

Pearland, Texas

Collier Raw Water Pump Station and Tunnel

Beaumont, Texas

TWE Project No. 21.23.014

Report No. 120334



Tolunay-Wong

Engineers, Inc.

2455 West Cardinal Drive, Suite A ¢ Beaumont, Texas 77705 e Phone: (409) 840-4214 e Fax: (409) 840-4259

ERS-05 Electrical Resistivity Survey
North-South
Record EIect_rode Current M_easured Ar.)pa.]rtlent Ar.)pa.]rtlent Ar.)pa.]rtlent
Number Spacing, a (amps) Resistance, R | Resistivity, p | Resistivity, p | Resistivity, p
(ft) (ohms) (ohm-ft) (ohm-m) (ohm-cm)
67 2.5 50 27.365 429.84 131.02 13101.52
66 2.5 50 27.360 429.76 130.99 13099.08
65 5 50 6.409 201.34 61.37 6136.84
64 5 50 6.409 201.33 61.37 6136.54
63 10 50 2.259 141.94 43.26 4326.33
62 10 50 2.259 141.96 43.27 4326.94
61 20 20 0.580 72.89 22.22 2221.60
60 20 20 0.582 73.15 22.30 2229.70
58 30 10 0.340 64.00 19.51 1950.69
57 30 10 0.343 64.58 19.68 1968.28
56 50 100 0.119 37.44 11.41 1141.11
55 50 100 0.119 37.44 11.41 1141.14
Notes:

1. Test procedure performed using Wenner Four-Electrode Method in general accordance with ASTM G 57.

2. Calibration measurements of 19.93 ohms (before test) and 19.93 (after test) with 19.93 ohm resistor.
Less than 5 percent tolerance.

3. Surface covering is dry sand and trees.
4. Instrument: Advanced Geosciences, Inc. MINISTING Resistivity meter. S/N: S1104289

Freese and Nichols, Inc.

Pearland, Texas

Collier Raw Water Pump Station and Tunnel

Beaumont, Texas

TWE Project No. 21.23.014

Report No. 120334



Tolunay-Wong

Engineers, Inc.

2455 West Cardinal Drive, Suite A ¢ Beaumont, Texas 77705 e Phone: (409) 840-4214 e Fax: (409) 840-4259

ERS-05 Electrical Resistivity Survey
East-West
Record Elect_rode Current Mt_easured Appa?r?nt Appa?r?nt Appa?r?nt
Number Spacing, a (amps) Resistance, R | Resistivity, p | Resistivity, p | Resistivity, p
(ft) (ohms) (ohm-ft) (ohm-m) (ohm-cm)
81 2.5 100 14.330 225.10 68.61 6861.05
80 2.5 100 14.332 225.12 68.62 6861.66
79 5 100 6.878 216.06 65.86 6585.51
78 5 100 6.879 216.10 65.87 6586.73
77 10 100 2.648 166.38 50.71 5071.26
76 10 100 2.648 166.40 50.72 5071.87
75 20 50 0.959 120.56 36.75 3674.67
74 20 50 0.960 120.58 36.75 3675.28
73 30 100 0.313 59.00 17.98 1798.17
72 30 100 0.313 59.02 17.99 1798.87
71 50 100 0.110 34.45 10.50 1049.94
70 50 100 0.110 34.46 10.50 1050.31
Notes:

1. Test procedure performed using Wenner Four-Electrode Method in general accordance with ASTM G 57.
2. Calibration measurements of 19.93 ohms (before test) and 19.93 (after test) with 19.93 ohm resistor.
Less than 5 percent tolerance.

3. Surface covering is dry grass, trees and sand.
4. Instrument: Advanced Geosciences, Inc. MINISTING Resistivity meter. S/N: S1104289

Freese and Nichols, Inc.

Pearland, Texas

Collier Raw Water Pump Station and Tunnel

Beaumont, Texas

TWE Project No. 21.23.014

Report No. 120334



Tolunay-Wong

Engineers, Inc.

2455 West Cardinal Drive, Suite A ¢ Beaumont, Texas 77705 e Phone: (409) 840-4214 e Fax: (409) 840-4259

ERS-07 Electrical Resistivity Survey
North-South
Record EIect_rode Current M_easured Ar.)pa.]rtlent Ar.)pa.]rtlent Ar.)pa.]rtlent
Number Spacing, a (amps) Resistance, R | Resistivity, p | Resistivity, p | Resistivity, p
(ft) (ohms) (ohm-ft) (ohm-m) (ohm-cm)
95 2.5 100 17.837 280.19 85.40 8540.19
94 2.5 100 17.841 280.25 85.42 8542.02
93 5 50 2.812 88.35 26.93 2692.88
92 5 50 2.811 88.32 26.92 2691.93
91 10 10 0.640 40.20 12.25 1225.27
90 10 10 0.641 40.27 12.27 1227.40
89 20 100 0.312 39.19 11.95 1194.54
88 20 100 0.312 39.19 11.94 1194 .48
87 30 100 0.209 39.41 12.01 1201.22
86 30 100 0.209 39.40 12.01 1200.79
85 50 50 0.091 28.63 8.73 872.64
84 50 50 0.091 28.58 8.71 871.15
Notes:

1. Test procedure performed using Wenner Four-Electrode Method in general accordance with ASTM G 57.

2. Calibration measurements of 19.93 ohms (before test) and 19.93 (after test) with 19.93 ohm resistor.
Less than 5 percent tolerance.

3. Surface covering is perched water with sand, trees and brush.
4. Instrument: Advanced Geosciences, Inc. MINISTING Resistivity meter. S/N: S1104289

Freese and Nichols, Inc.

Pearland, Texas

Collier Raw Water Pump Station and Tunnel

Beaumont, Texas

TWE Project No. 21.23.014

Report No. 120334



Tolunay-Wong

Engineers, Inc.

2455 West Cardinal Drive, Suite A ¢ Beaumont, Texas 77705 e Phone: (409) 840-4214 e Fax: (409) 840-4259

ERS-07 Electrical Resistivity Survey
East-West
Record Elect_rode Current Mt_easured Appa?r?nt Appa?r?nt Appa?r?nt
Number Spacing, a (amps) Resistance, R | Resistivity, p | Resistivity, p | Resistivity, p
(ft) (ohms) (ohm-ft) (ohm-m) (ohm-cm)
109 2.5 100 11.952 187.74 57.22 5722.32
108 2.5 100 11.953 187.76 57.23 5722.92
107 5 100 3.606 113.30 34.53 3453.38
106 5 100 3.606 113.27 34.52 3452.47
105 10 50 0.804 50.54 15.40 1540.34
104 10 50 0.803 50.46 15.38 1538.02
103 20 100 0.326 40.97 12.49 1248.80
102 20 100 0.326 40.97 12.49 1248.80
101 30 100 0.209 39.47 12.03 1203.08
100 30 100 0.209 39.43 12.02 1201.77
99 50 20 0.095 29.89 9.11 911.02
98 50 20 0.094 29.63 9.03 903.03
Notes:

1. Test procedure performed using Wenner Four-Electrode Method in general accordance with ASTM G 57.

2. Calibration measurements of 19.93 ohms (before test) and 19.93 (after test) with 19.93 ohm resistor.
Less than 5 percent tolerance.

3. Surface covering is perched water with sand, brush and trees.
4. Instrument: Advanced Geosciences, Inc. MINISTING Resistivity meter. S/N: S1104289

Freese and Nichols, Inc.
Pearland, Texas

Collier Raw Water Pump Station and Tunnel

Beaumont, Texas

TWE Project No. 21.23.014

Report No. 120334
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2455 West Cardinal Drive, Suite A ¢ Beaumont, Texas 77705 e Phone: (409) 840-4214 e Fax: (409) 840-4259

ERS-08 Electrical Resistivity Survey
North-South
Record Elect_rode Current Mt_aasured Ar.)pa.m.ent Ar.)pe.lrc.ent Ar.)pa.m.ent
Number Spacing, a (amps) Resistance, R | Resistivity, p | Resistivity, p | Resistivity, p
(t) (ohms) (ohm-ft) (ohm-m) (ohm-cm)
138 2.5 50 22.712 356.75 108.74 10873.74
137 2.5 50 22.696 356.51 108.66 10866.42
136 5 50 3.482 109.38 33.34 3333.90
135 5 50 3.445 108.23 32.99 3298.85
134 10 50 0.639 40.14 12.23 1223.47
133 10 50 0.642 40.31 12.29 1228.74
132 20 50 0.203 25.49 7.77 776.78
131 20 50 0.206 25.86 7.88 788.15
130 30 50 0.138 26.05 7.94 794.03
129 30 50 0.139 26.15 7.97 797.05
128 50 20 0.062 19.52 5.95 594.91
127 50 20 0.061 19.32 5.89 588.78
Notes:

1. Test procedure performed using Wenner Four-Electrode Method in general accordance with ASTM G 57.
2. Calibration measurements of 19.93 ohms (before test) and 19.93 (after test) with 19.93 ohm resistor.
Less than 5 percent tolerance.
3. Surface covering is moist with sand, trees and brush.
4. Instrument: Advanced Geosciences, Inc. MINISTING Resistivity meter. S/N: S1104289

Freese and Nichols, Inc. Collier Raw Water Pump Station and Tunnel TWE Project No. 21.23.014
Pearland, Texas Beaumont, Texas Report No. 120334
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2455 West Cardinal Drive, Suite A ¢ Beaumont, Texas 77705 e Phone: (409) 840-4214 e Fax: (409) 840-4259

ERS-08 Electrical Resistivity Survey
East-West
Record Elect_rode Current Mt_easured A}?p?r?nt A}?p?r?nt App?rfent
Number Spacing, a (amps) Resistance, R | Resistivity, p | Resistivity, p | Resistivity, p
(ft) (ohms) (ohm-ft) (ohm-m) (ohm-cm)
124 2.5 50 19.312 303.35 92.46 9246.11
123 2.5 50 19.323 303.52 92.51 9251.29
122 5 50 6.186 194.34 59.23 5923.48
121 5 50 6.183 194.23 59.20 5920.13
119 10 50 0.883 55.46 16.90 1690.36
118 10 50 0.883 55.45 16.90 1690.18
117 20 100 0.253 31.75 9.68 967.86
116 20 100 0.252 31.66 9.65 965.00
115 30 100 0.171 32.29 9.84 984.23
114 30 100 0.171 32.26 9.83 983.25
113 50 100 0.091 28.48 8.68 868.13
112 50 100 0.091 28.56 8.70 870.39
Notes:

1. Test procedure performed using Wenner Four-Electrode Method in general accordance with ASTM G 57.
2. Calibration measurements of 19.93 ohms (before test) and 19.93 (after test) with 19.93 ohm resistor.
Less than 5 percent tolerance.

3. Surface covering is moist with sand, brush and trees.
4. Instrument: Advanced Geosciences, Inc. MINISTING Resistivity meter. S/N: S1104289

Freese and Nichols, Inc.
Pearland, Texas

Collier Raw Water Pump Station and Tunnel

Beaumont, Texas

TWE Project No. 21.23.014

Report No. 120334
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2455 West Cardinal Drive, Suite A ¢ Beaumont, Texas 77705 e Phone: (409) 840-4214 e Fax: (409) 840-4259

ERS-10 Electrical Resistivity Survey
North-South
Record Elect_rode Current Mt_aasured Ar.)pa.m.ent Ar.)pe.lrc.ent Ar.)pa.m.ent
Number Spacing, a (amps) Resistance, R | Resistivity, p | Resistivity, p | Resistivity, p
(t) (ohms) (ohm-ft) (ohm-m) (ohm-cm)
172 2.5 200 4.134 64.94 19.79 1979.46
171 2.5 200 4.131 64.89 19.78 1977.97
170 5 50 1.795 56.39 17.19 1718.89
169 5 50 1.796 56.42 17.20 1719.65
166 10 100 0.899 56.47 17.21 1721.24
165 10 100 0.899 56.48 17.21 1721.42
159 20 100 0.456 57.36 17.48 1748.33
158 20 100 0.456 57.32 17.47 1746.96
157 30 100 0.261 49.22 15.00 1500.23
156 30 100 0.268 50.49 15.39 1539.03
155 50 100 0.142 44.60 13.59 1359.35
154 50 100 0.143 44 .85 13.67 1367.12
Notes:

1. Test procedure performed using Wenner Four-Electrode Method in general accordance with ASTM G 57.

2. Calibration measurements of 19.93 ohms (before test) and 19.93 (after test) with 19.93 ohm resistor.
Less than 5 percent tolerance.

3. Surface covering is saturated brush and trees.
4. Instrument: Advanced Geosciences, Inc. MINISTING Resistivity meter. S/N: S1104289

Freese and Nichols, Inc.

Pearland, Texas

Collier Raw Water Pump Station and Tunnel

Beaumont, Texas

TWE Project No. 21.23.014

Report No. 120334
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2455 West Cardinal Drive, Suite A ¢ Beaumont, Texas 77705 e Phone: (409) 840-4214 e Fax: (409) 840-4259

ERS-10 Electrical Resistivity Survey
East-West
Record Elect_rode Current Mt_easured A}?p?r?nt A}?p?r?nt App?rfent
Number Spacing, a (amps) Resistance, R | Resistivity, p | Resistivity, p | Resistivity, p
(ft) (ohms) (ohm-ft) (ohm-m) (ohm-cm)
152 2.5 100 3.941 61.90 18.87 1886.71
151 2.5 100 3.937 61.85 18.85 1885.13
150 5 100 1.722 54.11 16.49 1649.21
149 5 100 1.717 53.93 16.44 1643.82
148 10 200 1.039 65.27 19.89 1989.28
147 10 200 1.038 65.24 19.89 1988.55
146 20 100 0.528 66.32 20.21 2021.40
145 20 100 0.527 66.28 20.20 2020.21
144 30 100 0.343 64.68 19.72 1971.51
143 30 100 0.336 63.31 19.30 1929.78
142 50 100 0.144 45.29 13.80 1380.29
141 50 100 0.145 45.63 13.91 1390.68
Notes:

1. Test procedure performed using Wenner Four-Electrode Method in general accordance with ASTM G 57.

2. Calibration measurements of 19.93 ohms (before test) and 19.93 (after test) with 19.93 ohm resistor.

Less than 5 percent tolerance.

3. Surface covering is perched water and crushed aggregate.
4. Instrument: Advanced Geosciences, Inc. MINISTING Resistivity meter. S/N: S1104289

Freese and Nichols, Inc.

Pearland, Texas

Collier Raw Water Pump Station and Tunnel

Beaumont, Texas

TWE Project No. 21.23.014

Report No. 120334



Tolunay-Wong

Engineers, Inc.

2455 West Cardinal Drive, Suite A ¢ Beaumont, Texas 77705 e Phone: (409) 840-4214 e Fax: (409) 840-4259

ERS-11 Electrical Resistivity Survey
North-South
Record EIect_rode Current M_easured Ar.)pa.]rtlent Ar.)pa.]rtlent Ar.)pa.]rtlent
Number Spacing, a (amps) Resistance, R | Resistivity, p | Resistivity, p | Resistivity, p
(ft) (ohms) (ohm-ft) (ohm-m) (ohm-cm)
185 2.5 200 3.886 61.04 18.60 1860.47
184 2.5 200 3.884 61.01 18.60 1859.68
183 5 200 1.728 54.29 16.55 1654.82
182 5 200 1.727 54.27 16.54 1654.00
181 10 200 0.658 41.36 12.61 1260.74
180 10 200 0.659 41.41 12.62 1262.30
179 20 200 0.297 37.37 11.39 1139.01
178 20 200 0.298 37.40 11.40 1140.07
177 30 200 0.158 29.81 9.08 908.49
176 30 200 0.158 29.80 9.08 908.15
175 50 200 0.081 25.31 7.72 771.51
174 50 200 0.081 25.31 7.72 771.54
Notes:

1. Test procedure performed using Wenner Four-Electrode Method in general accordance with ASTM G 57.

2. Calibration measurements of 19.93 ohms (before test) and 19.93 (after test) with 19.93 ohm resistor.
Less than 5 percent tolerance.

3. Surface covering is saturated grass.
4. Instrument: Advanced Geosciences, Inc. MINISTING Resistivity meter. S/N: S1104289

Freese and Nichols, Inc.

Pearland, Texas

Collier Raw Water Pump Station and Tunnel

Beaumont, Texas

TWE Project No. 21.23.014

Report No. 120334



Tolunay-Wong

Engineers, Inc.

2455 West Cardinal Drive, Suite A ¢ Beaumont, Texas 77705 e Phone: (409) 840-4214 e Fax: (409) 840-4259

ERS-11 Electrical Resistivity Survey
East-West
Record Elect_rode Current Mt_easured Appa?r?nt Appa?r?nt Appa?r?nt
Number Spacing, a (amps) Resistance, R | Resistivity, p | Resistivity, p | Resistivity, p
(ft) (ohms) (ohm-ft) (ohm-m) (ohm-cm)
200 2.5 200 2.774 43.57 13.28 1327.98
199 2.5 200 2.769 43.49 13.26 1325.67
198 5 200 1.367 42.93 13.09 1308.60
197 5 200 1.364 42.86 13.06 1306.49
196 10 200 0.614 38.60 11.76 1176.47
195 10 200 0.614 38.59 11.76 1176.22
194 20 200 0.296 37.15 11.32 1132.18
193 20 200 0.296 37.15 11.32 1132.39
192 30 200 0.174 32.74 9.98 998.04
191 30 200 0.174 32.75 9.98 998.31
190 50 200 0.078 24.37 7.43 742.86
189 50 200 0.078 24.39 7.44 743.53
Notes:

1. Test procedure performed using Wenner Four-Electrode Method in general accordance with ASTM G 57.

2. Calibration measurements of 19.93 ohms (before test) and 19.93 (after test) with 19.93 ohm resistor.
Less than 5 percent tolerance.

3. Surface covering is saturated grass.
4. Instrument: Advanced Geosciences, Inc. MINISTING Resistivity meter. S/N: S1104289

Freese and Nichols, Inc.

Pearland, Texas

Collier Raw Water Pump Station and Tunnel

Beaumont, Texas

TWE Project No. 21.23.014

Report No. 120334
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TWE
Project No. 21.23.014
Report No.120334



SLUG TEST
PZ-2 29.5-ft

—\‘f-ﬂ——mm ;;;;;;;;;;;;;;;;;;;;;;

FAHRENHEIT

TEST 1

TEST 2

11
22
33
44
55
66
77
88
99
110
121
132
143
154
165
176
187
198
209
220
231
242

253
264
275
286
297
308
319
330
341
352
363
374
385
396
407
418
429
440
451
462
473
484

SECONDS

506
517
528
539

TEST 3

550
561
572
583
594
605
616
627
638
649
660
671
682
693
704
715
726

=Temperature (F)

= Pressure (PSI)

Level Depth To Water (ft)

16

14

12

10

PSI AND FEET

NOTES:

1) Three (3) slug tests were performed at PZ-2 at a depth of 29.5-ft below grade (top of screen) on February 26, 2021.
2) PZ-2 water level reading was 12.0-ft below grade prior to slug testing.
3) PZ-2 total depth of 40-ft below grade. PZ-2 screened from 30-ft to 40-ft below grade.

Project
Collier Raw Water Pump Station and Tunnel
Beaumont, Texas

Tolunay-Wong
Engineers, Inc.

Project No. 21.23.014
Report No. 120334

Client
Freese and Nichols, Inc.
Pearland, Texas

Slug Test
PZ-2 (29.5-ft)

Appendix H
Figure 1
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SECONDS
== Temperature (F) e Pressure (PSI) Level Depth To Water (ft)
NOTES:

1) Three (3) slug tests were performed at PZ-2 at a depth of 32.5-ft below grade (upper section of screen) on February 26, 2021.

2) PZ-2 water level reading was 12.0-ft below grade prior to slug testing.

3) PZ-2 total depth of 40-ft below grade. PZ-2 screened from 30-ft to 40-ft below grade.

Project

Collier Raw Water Pump Station and Tunnel
Beaumont, Texas

Tolunay-Wong
Engineers, Inc.

Project No. 21.23.014
Report No. 120334

Client

Freese and Nichols, Inc.
Pearland, Texas

Slug Test
PZ-2 (32.5-ft)

Appendix H
Figure 2
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SECONDS
| == Temperature (F) == Pressure (PSI) Level Depth To Water (ft)
NOTES:

1) Two (2) slug tests were performed at PZ-2 at a depth of 35.5-ft below grade (mid-section of screen) on February 26, 2021.

2) PZ-2 water level reading was 12.0-ft below grade prior to slug testing.

3) PZ-2 total depth of 40-ft below grade. PZ-2 screened from 30-ft to 40-ft below grade.

Project
Collier Raw Water Pump Station and Tunnel
Beaumont, Texas

Tolunay-Wong
Engineers, Inc.

Project No. 21.23.014
Report No. 120334

Client
Freese and Nichols, Inc.
Pearland, Texas

Slug Test
PZ-2 (35.5-ft)

Appendix H
Figure 3




SLUG TEST
PZ-7 27-ft
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SECONDS
== Temperature (F) == Pressure (PSI) == evel Depth To Water (ft)
NOTES:

1) Two (2) slug tests were performed at PZ-7 at a depth of 27-ft below grade ( upper section of screen) on March 11, 2021.

2) PZ-7 water level reading was 5.8-ft below grade prior to slug testing.

3) PZ-7 total depth of 35-ft below grade. PZ-7 screened from 25-ft to 35-ft below grade.

Project
Collier Raw Water Pump Station and Tunnel
Beaumont, Texas

Tolunay-Wong
Engineers, Inc.

Project No. 21.23.014
Report No. 120334

Client
Freese and Nichols, Inc.
Pearland, Texas

Slug Test
PZ-7 (27-ft)

Appendix H
Figure 4




SLUG TEST
PZ-7 30-ft
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SECONDS
==Temperature (F) == Pressure (PSI) Level Depth To Water (ft)
NOTES:

1) Two (2) slug tests were performed at PZ-7 at a depth of 30-ft below grade (mid-section of screen) on March 11, 2021.

2) PZ-7 water level reading was 5.8-ft below grade prior to slug testing.
3) PZ-7 total depth of 35-ft below grade. PZ-7 screened from 25-ft to 35-ft below grade.

Project

Tolunay-Wong
Engineers, Inc.
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SLUG TEST
PZ-7 33-ft
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336

= Temperature (F)

e Pressure (PSI)

Level Depth To Water (ft)

PSI AND FEET

NOTES:

1) Two (2) slug tests were performed at PZ-7 at a depth of 33-ft below grade (bottom section of screen) on March 11, 2021.

2) PZ-7 water level reading was 5.8-ft below grade prior to slug testing.

3) PZ-7 total depth of 35-ft below grade. PZ-7 screened from 25-ft to 35-ft below grade.
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e Temperature (F) == Pressure (PSI) Level Depth To Water (ft)
NOTES:

1) Two (2) slug tests were performed at PZ-13 at a depth of 42-ft below grade (upper section of screen) on March 11, 2021.

2) PZ-13 water level reading was 13.2-ft below grade prior to slug testing.

3) PZ-13 total depth of 50-ft below grade. PZ-13 screened from 40-ft to 50-ft below grade.
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SLUG TEST
PZ-13 43-ft
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NOTES:

1) One (1) slug tests was performed at PZ-13 at a depth of 43-ft below grade (mid-section of screen) on March 11, 2021.
2) PZ-13 water level reading was13.2-ft below grade prior to slug testing.
3) PZ-13 total depth of 50-ft below grade. PZ-13 screened from 40-ft to 50-ft below grade.
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